
CERTIFICATE OF ANALYSIS

Client:

Oxnard CA, 93030
03/22/16 18:15

City of Oxnard Water Resources Div. - Water

251 South Hayes Avenue

Jim Corella

(805) 385-8376

(805) 385-8137

Report Date:

Received Date:

Turn Around:

Client Project:Attention:

Phone:

Fax:

Normal

04/18/16 14:13

Title 22

PO Number: A-7583

Work Order(s): 6C22089

NELAC #4047-002 ORELAP   ELAP#1132  NEVADA #CA211  HAWAII  LACSD #10143

The results in this report apply to the samples analyzed in accordance with the Chain of  Custody document.  Weck Laboratories, Inc. 

certifies that the test results meet all NELAC requirements unless noted in the case narrative.  This analytical report is confidential and is 

only intended for the use of  Weck Laboratories, Inc. and its client.  This report contains the Chain of Custody document, which is an integral 

part of it, and can only be reproduced in full with the authorization of Weck Laboratories, Inc.

Dear Jim Corella :

Enclosed are the results of analyses for samples received 03/22/16 18:15 with the Chain of Custody document. The samples 

were received in good condition, at 1.5 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Case Narrative:

Reviewed by:

Project Manager

Brandon Gee
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Sample ID Lab ID Matrix Date Sampled

ANALYTICAL REPORT FOR SAMPLES

Sampled by:

6C22089-01 03/22/16 08:55Edward Arroyo WaterWell 33

6C22089-02 03/22/16 09:43Edward Arroyo WaterWell 34

Anions by IC,  EPA  Method 300.0

Carbamates and Urea Pesticides

Chlorinated Herbicides

Chlorinated Pesticides and/or PCBs

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Diquat and Paraquat by EPA 549.2

Endothall By EPA 548.1

Fumigants by EPA Method 504.1

Glyphosate by EPA 547

Hexavalent Chromium by IC

Low Level 1,2,3-TCP by SRL Method, P&T, GC/MS SIM

Metals by EPA 200 Series Methods

Microbiological Parameters by Standard Methods

Perchlorate by EPA 314.0

Radiological Parameters by APHA/EPA Methods

Semivolatile Organic Compounds by GC/MS

Semivolatile Organics - Low Level by Tandem GC/MS/MS

Subcontracted Analyses

Volatile Organic Compounds by EPA Method 524.2

ANALYSES
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Anions by IC,  EPA  Method 300.0

Method: EPA 300.0 Batch: W6C1430 Analyst: atl  Prepared: 03/23/16 11:00

Analyte MRLResult Units Dil QualifierAnalyzed

Chloride, Total 5.068 mg/l 10 03/24/16 00:07

Fluoride, Total 0.100.49 mg/l 1 03/23/16 23:51

Sulfate as SO4 5.0500 mg/l 10 03/24/16 00:07

Carbamates and Urea Pesticides

Method: EPA 531.1 Batch: W6C1885 Analyst: ajp  Prepared: 03/31/16 16:39

Analyte MRLResult Units Dil QualifierAnalyzed

3-Hydroxycarbofuran 2.0ND ug/l 1 04/05/16 11:46

Aldicarb 2.0ND ug/l 1 04/05/16 11:46

Aldicarb sulfone 2.0ND ug/l 1 04/05/16 11:46

Aldicarb sulfoxide 2.0ND ug/l 1 04/05/16 11:46

Carbaryl 2.0ND ug/l 1 04/05/16 11:46

Carbofuran 2.0ND ug/l 1 04/05/16 11:46

Methiocarb 2.0ND ug/l 1 04/05/16 11:46

Methomyl 2.0ND ug/l 1 04/05/16 11:46

Oxamyl 2.0ND ug/l 1 04/05/16 11:46

Propoxur (Baygon) 2.0ND ug/l 1 04/05/16 11:46

Chlorinated Herbicides

Method: EPA 515.3 Batch: W6C1414 Analyst: par  Prepared: 03/23/16 08:42

Analyte MRLResult Units Dil QualifierAnalyzed

2,4,5-T 0.20ND ug/l 1 03/29/16 04:07

2,4,5-TP (Silvex) 0.20ND ug/l 1 03/29/16 04:07

2,4-D 0.40ND ug/l 1 03/29/16 04:07

2,4-DB 2.0ND ug/l 1 03/29/16 04:07

3,5-Dichlorobenzoic acid 1.0ND ug/l 1 03/29/16 04:07

Acifluorfen 0.40ND ug/l 1 03/29/16 04:07

Bentazon 2.0ND ug/l 1 03/29/16 04:07

Dalapon 0.40ND ug/l 1 03/29/16 04:07

DCPA 0.10ND ug/l 1 03/29/16 04:07

Dicamba 0.60ND ug/l 1 03/29/16 04:07

Dichloroprop 0.30ND ug/l 1 03/29/16 04:07

Dinoseb 0.40ND ug/l 1 03/29/16 04:07

Pentachlorophenol 0.20ND ug/l 1 03/29/16 04:07

Picloram 0.60ND ug/l 1 03/29/16 04:07

Surr: 2,4-DCAA 96 % 70-130Conc:9.60 %

Chlorinated Pesticides and/or PCBs

Method: EPA 508 Batch: W6C1478 Analyst: par  Prepared: 03/24/16 08:31

Analyte MRLResult Units Dil QualifierAnalyzed
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Chlorinated Pesticides and/or PCBs

Method: EPA 508 Batch: W6C1478 Analyst: par  Prepared: 03/24/16 08:31

Analyte MRLResult Units Dil QualifierAnalyzed

4,4´-DDD 0.010ND ug/l 1 04/06/16 06:42

4,4´-DDE 0.010ND ug/l 1 04/06/16 06:42

4,4´-DDT 0.010ND ug/l 1 04/06/16 06:42

Aldrin 0.010ND ug/l 1 04/06/16 06:42

alpha-BHC 0.010ND ug/l 1 04/06/16 06:42

Aroclor 1016 0.10ND ug/l 1 04/06/16 06:42

Aroclor 1221 0.10ND ug/l 1 04/06/16 06:42

Aroclor 1232 0.10ND ug/l 1 04/06/16 06:42

Aroclor 1242 0.10ND ug/l 1 04/06/16 06:42

Aroclor 1248 0.10ND ug/l 1 04/06/16 06:42

Aroclor 1254 0.10ND ug/l 1 04/06/16 06:42

Aroclor 1260 0.10ND ug/l 1 04/06/16 06:42

beta-BHC 0.010ND ug/l 1 04/06/16 06:42

Chlordane (tech) 0.10ND ug/l 1 04/06/16 06:42

Chlorothalonil 0.050ND ug/l 1 04/06/16 06:42

delta-BHC 0.010ND ug/l 1 04/06/16 06:42

Dieldrin 0.010ND ug/l 1 04/06/16 06:42

Endosulfan I 0.010ND ug/l 1 04/06/16 06:42

Endosulfan II 0.010ND ug/l 1 04/06/16 06:42

Endosulfan sulfate 0.010ND ug/l 1 04/06/16 06:42

Endrin 0.010ND ug/l 1 04/06/16 06:42

Endrin aldehyde 0.010ND ug/l 1 04/06/16 06:42

gamma-BHC (Lindane) 0.010ND ug/l 1 04/06/16 06:42

Heptachlor 0.010ND ug/l 1 04/06/16 06:42

Heptachlor epoxide 0.010ND ug/l 1 04/06/16 06:42

Hexachlorobenzene 0.050ND ug/l 1 04/06/16 06:42

Hexachlorocyclopentadiene 0.050ND ug/l 1 04/06/16 06:42

Methoxychlor 0.010ND ug/l 1 04/06/16 06:42

PCBs, Total 0.50ND ug/l 1 04/06/16 06:42

Propachlor 0.050ND ug/l 1 04/06/16 06:42

Toxaphene 1.0ND ug/l 1 04/06/16 06:42

Trifluralin 0.010ND ug/l 1 04/06/16 06:42

Surr: Decachlorobiphenyl 73 % 70-130Conc:0.0728 %

Surr: Tetrachloro-meta-xylene 81 % 70-130Conc:0.0811 %

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Method: _Various Batch: [CALC] Analyst: atl  Prepared: 03/23/16 14:12

Analyte MRLResult Units Dil QualifierAnalyzed

Total Anions 0.4517 meq/l 10 03/24/16 13:28

Total Cations 0.03816 meq/l 1 03/25/16 13:39
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Method: _Various Batch: [CALC] Analyst: JCK  Prepared: 03/23/16 14:12

Analyte MRLResult Units Dil QualifierAnalyzed

Total hardness as CaCO3 0.66610 mg/l 1 03/24/16 11:52

Method: EPA 140.1 Batch: W6C1403 Analyst: mnq  Prepared: 03/22/16 18:36

Analyte MRLResult Units Dil QualifierAnalyzed

Threshold Odor Number 1.01.0 T.O.N. 1 03/22/16 18:55

Method: EPA 180.1 Batch: W6C1446 Analyst: mnq  Prepared: 03/23/16 14:48

Analyte MRLResult Units Dil QualifierAnalyzed

Turbidity 0.10ND NTU 1 03/23/16 17:03

Method: EPA 335.4 Batch: W6C1722 Analyst: lac  Prepared: 03/29/16 12:52

Analyte MRLResult Units Dil QualifierAnalyzed

Cyanide, Total 5.0ND ug/l 1 03/29/16 16:40

Method: EPA 353.2 Batch: W6C1436 Analyst: AJW  Prepared: 03/23/16 13:39

Analyte MRLResult Units Dil QualifierAnalyzed

Nitrate as NO3 0.5013 mg/l 1 03/23/16 16:03

Nitrite as N 100ND ug/l 1 03/23/16 18:23

NO2+NO3 as N 1002900 ug/l 1 03/23/16 16:03

Method: SM 2120B Batch: W6C1429 Analyst: mnq  Prepared: 03/23/16 10:24

Analyte MRLResult Units Dil QualifierAnalyzed

Color 3.03.0 Color Units 1 03/23/16 13:49

Method: SM 2320B Batch: W6C1483 Analyst: lac  Prepared: 03/24/16 09:32

Analyte MRLResult Units Dil QualifierAnalyzed

Alkalinity as CaCO3 10240 mg/l 1 03/24/16 13:28

Bicarbonate Alkalinity as HCO3 10290 mg/l 1 03/24/16 13:28

Carbonate Alkalinity as CaCO3 2.0ND mg/l 1 03/24/16 13:28

Hydroxide Alkalinity as CaCO3 2.0ND mg/l 1 03/24/16 13:28

Method: SM 2330B Batch: W6C1863 Analyst: jck  Prepared: 03/31/16 13:25

Analyte MRLResult Units Dil QualifierAnalyzed

Langelier Index @ 20 C -10.00.663 N/A 1 04/01/16 08:00

Langelier Index @ 60 C -10.01.17 N/A 1 04/01/16 08:00

Method: SM 2510B Batch: W6C1522 Analyst: dmn  Prepared: 03/24/16 14:18

Analyte MRLResult Units Dil QualifierAnalyzed

Specific Conductance (EC) 4.01600 umhos/cm 2 03/24/16 15:26

Method: SM 2540C Batch: W6C1564 Analyst: ajw  Prepared: 03/25/16 09:55
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Method: SM 2540C Batch: W6C1564 Analyst: ajw  Prepared: 03/25/16 09:55

Analyte MRLResult Units Dil QualifierAnalyzed

Total Dissolved Solids 101100 mg/l 1 03/25/16 15:55

Method: SM 4500H+-B Batch: W6C1400 Analyst: dmn  Prepared: 03/22/16 18:15

Analyte MRLResult Units Dil QualifierAnalyzed

pH 0.107.65 Units *1 03/22/16 19:30

Method: SM 5540C Batch: W6C1474 Analyst: mbc  Prepared: 03/23/16 19:54

Analyte MRLResult Units Dil QualifierAnalyzed

MBAS 0.050ND mg/l 1 03/23/16 20:06

Diquat and Paraquat by EPA 549.2

Method: EPA 549.2 Batch: W6C1457 Analyst: kan  Prepared: 03/23/16 15:57

Analyte MRLResult Units Dil QualifierAnalyzed

Diquat 4.0ND ug/l 1 03/25/16 17:26

Endothall By EPA 548.1

Method: EPA 548.1 Batch: W6C1456 Analyst: etn  Prepared: 03/23/16 15:54

Analyte MRLResult Units Dil QualifierAnalyzed

Endothall 45ND ug/l 1 04/02/16 17:07

Fumigants by EPA Method 504.1

Method: EPA 504.1 Batch: W6C1625 Analyst: rmr  Prepared: 03/28/16 09:09

Analyte MRLResult Units Dil QualifierAnalyzed

1,2-Dibromo-3-chloropropane 0.010ND ug/l 1 03/28/16 22:53

1,2-Dibromoethane (EDB) 0.020ND ug/l 1 03/28/16 22:53

Glyphosate by EPA 547

Method: EPA 547 Batch: W6C1706 Analyst: ajp  Prepared: 03/29/16 11:27

Analyte MRLResult Units Dil QualifierAnalyzed

Glyphosate 5.0ND ug/l 1 03/29/16 17:32

Hexavalent Chromium by IC

Method: EPA 218.6 Batch: W6C1680 Analyst: ajp  Prepared: 03/28/16 15:46

Analyte MRLResult Units Dil QualifierAnalyzed

Chromium 6+ 0.0200.21 ug/l 1 03/29/16 13:32

Low Level 1,2,3-TCP by SRL Method, P&T, GC/MS SIM

Method: SRL 524M-TCP Batch: W6C1743 Analyst: hmc  Prepared: 03/29/16 16:11

Analyte MRLResult Units Dil QualifierAnalyzed

1,2,3-Trichloropropane 0.0050ND ug/l 1 03/30/16 07:47
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Low Level 1,2,3-TCP by SRL Method, P&T, GC/MS SIM

Metals by EPA 200 Series Methods

Method: EPA 200.7 Batch: W6C1439 Analyst: JCK  Prepared: 03/23/16 14:12

Analyte MRLResult Units Dil QualifierAnalyzed

Boron, Total 10690 ug/l 1 03/24/16 11:52

Calcium, Total 0.100157 mg/l 1 03/24/16 11:52

Iron, Total 1036 ug/l 1 03/24/16 11:52

Magnesium, Total 0.10052.4 mg/l 1 03/24/16 11:52

Sodium, Total 0.5096 mg/l 1 03/24/16 11:52

Method: EPA 200.7 Batch: W6C1524 Analyst: jck  Prepared: 03/25/16 07:39

Analyte MRLResult Units Dil QualifierAnalyzed

Potassium, Total 0.104.7 mg/l 1 03/25/16 13:39

Method: EPA 200.8 Batch: W6C1423 Analyst: APA  Prepared: 03/23/16 08:54

Analyte MRLResult Units Dil QualifierAnalyzed

Aluminum, Total 5.0ND ug/l 1 03/31/16 15:45

Antimony, Total 0.50ND ug/l 1 03/30/16 17:36

Arsenic, Total 0.401.5 ug/l 1 03/30/16 11:26

Barium, Total 0.5028 ug/l 1 03/30/16 17:36

Beryllium, Total 0.10ND ug/l 1 03/30/16 17:36

Cadmium, Total 0.100.13 ug/l 1 03/30/16 17:36

Chromium, Total 0.200.25 ug/l 1 03/30/16 11:26

Copper, Total 0.506.1 ug/l 1 03/30/16 17:36

Lead, Total 0.200.22 ug/l 1 03/30/16 17:36

Manganese, Total 0.2013 ug/l 1 03/30/16 17:36

Nickel, Total 0.805.2 ug/l 1 03/30/16 17:36

Selenium, Total 0.4012 ug/l 1 03/30/16 11:26

Silver, Total 0.20ND ug/l 1 03/31/16 16:36

Thallium, Total 0.20ND ug/l 1 03/30/16 17:36

Uranium, Total 0.2011 ug/l 1 03/30/16 17:36

Vanadium, Total 0.502.5 ug/l 1 03/30/16 11:26

Zinc, Total 5.07.5 ug/l 1 03/30/16 17:36

Method: EPA 245.1 Batch: W6C1476 Analyst: apa  Prepared: 03/24/16 08:14

Analyte MRLResult Units Dil QualifierAnalyzed

Mercury, Total 0.050ND ug/l 1 03/29/16 15:31

Microbiological Parameters by Standard Methods

Method: SM 9215B Batch: W6C1584 Analyst: lil  Prepared: 03/22/16 19:15

Analyte MRLResult Units Dil QualifierAnalyzed

Heterotrophic Plate Count 1.08.0 CFU/ml O-091 03/24/16 18:29
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Microbiological Parameters by Standard Methods

Method: SM 9223B Batch: W6C1553 Analyst: lil  Prepared: 03/22/16 19:15

Analyte MRLResult Units Dil QualifierAnalyzed

E. coli 1.0Absent N/A 1 03/23/16 13:19

Total Coliform 1.0Absent N/A 1 03/23/16 13:19

Perchlorate by EPA 314.0

Method: EPA 314.0 Batch: W6C1452 Analyst: atl  Prepared: 03/23/16 15:15

Analyte MRLResult Units Dil QualifierAnalyzed

Perchlorate 2.0ND ug/l 1 03/23/16 21:38

Radiological Parameters by APHA/EPA Methods

Method: EPA 200.8 Batch: W6C1877 Analyst: APA  Prepared: 03/23/16 10:57

Analyte MRLResult Units Dil QualifierAnalyzed

Uranium Rad 0.137.5 pCi/L 1 03/30/16 17:36

Method: EPA 900.0 Batch: W6C1486 Analyst: sap  Prepared: 03/24/16 10:00

Analyte MRLResult Units Dil QualifierAnalyzed

Gross Beta 6.0 pCi/L 1 03/25/16 15:40

MDA: 2.388Counting Error (+/-): 1.595

Method: SM 7110C Batch: W6C1487 Analyst: sap  Prepared: 03/24/16 10:01

Analyte MRLResult Units Dil QualifierAnalyzed

Gross Alpha 8.22 pCi/L 1 03/25/16 08:35

MDA: 0.01Counting Error (+/-): 0.407

Semivolatile Organic Compounds by GC/MS

Method: EPA 525.2 Batch: W6C1759 Analyst: etn  Prepared: 03/30/16 06:46

Analyte MRLResult Units Dil QualifierAnalyzed

2,4-Dinitrotoluene 2.0ND ug/l 1 04/15/16 03:01

2,6-Dinitrotoluene 2.0ND ug/l 1 04/15/16 03:01

4,4´-DDD 0.10ND ug/l 1 04/15/16 03:01

4,4´-DDE 0.20ND ug/l 1 04/15/16 03:01

4,4´-DDT 0.10ND ug/l 1 04/15/16 03:01

Acenaphthene 0.50ND ug/l 1 04/15/16 03:01

Acenaphthylene 0.50ND ug/l 1 04/15/16 03:01

Acetochlor 0.10ND ug/l 1 04/15/16 03:01

Alachlor 0.10ND ug/l 1 04/15/16 03:01

Aldrin 0.10ND ug/l 1 04/15/16 03:01

alpha-BHC 0.10ND ug/l 1 04/15/16 03:01

alpha-Chlordane 0.10ND ug/l 1 04/15/16 03:01

Anthracene 0.50ND ug/l 1 04/15/16 03:01

Atrazine 0.10ND ug/l 1 04/15/16 03:01

Benzo (a) anthracene 0.50ND ug/l 1 04/15/16 03:01
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Semivolatile Organic Compounds by GC/MS

Method: EPA 525.2 Batch: W6C1759 Analyst: etn  Prepared: 03/30/16 06:46

Analyte MRLResult Units Dil QualifierAnalyzed

Benzo (a) pyrene 0.10ND ug/l 1 04/15/16 03:01

Benzo (b) fluoranthene 0.50ND ug/l 1 04/15/16 03:01

Benzo (g,h,i) perylene 0.50ND ug/l 1 04/15/16 03:01

Benzo (k) fluoranthene 0.50ND ug/l 1 04/15/16 03:01

beta-BHC 0.20ND ug/l 1 04/15/16 03:01

Bis(2-ethylhexyl)adipate 5.0ND ug/l 1 04/15/16 03:01

Bis(2-ethylhexyl)phthalate 3.0ND ug/l 1 04/15/16 03:01

Bromacil 0.50ND ug/l 1 04/15/16 03:01

Butachlor 0.10ND ug/l 1 04/15/16 03:01

Butyl benzyl phthalate 2.0ND ug/l 1 04/15/16 03:01

Caffeine 0.10ND ug/l 1 04/15/16 03:01

Captan 1.0ND ug/l 1 04/15/16 03:01

Chlorpropham 0.10ND ug/l 1 04/15/16 03:01

Chrysene 0.50ND ug/l 1 04/15/16 03:01

Cyanazine 0.10ND ug/l 1 04/15/16 03:01

delta-BHC 0.10ND ug/l 1 04/15/16 03:01

Diazinon 0.10ND ug/l 1 04/15/16 03:01

Dibenzo (a,h) anthracene 0.50ND ug/l 1 04/15/16 03:01

Dieldrin 0.20ND ug/l 1 04/15/16 03:01

Diethyl phthalate 2.0ND ug/l 1 04/15/16 03:01

Dimethoate 0.20ND ug/l 1 04/15/16 03:01

Dimethyl phthalate 2.0ND ug/l 1 04/15/16 03:01

Di-n-butyl phthalate 2.0ND ug/l 1 04/15/16 03:01

Di-n-octyl phthalate 0.50ND ug/l 1 04/15/16 03:01

Diphenamid 0.10ND ug/l 1 04/15/16 03:01

Disulfoton 0.10ND ug/l 1 04/15/16 03:01

Endosulfan I 1.0ND ug/l 1 04/15/16 03:01

Endosulfan II 0.20ND ug/l 1 04/15/16 03:01

Endosulfan sulfate 0.20ND ug/l 1 04/15/16 03:01

Endrin 0.20ND ug/l 1 04/15/16 03:01

Endrin aldehyde 0.20ND ug/l 1 04/15/16 03:01

Endrin ketone 0.10ND ug/l 1 04/15/16 03:01

EPTC 0.10ND ug/l 1 04/15/16 03:01

Ethion 0.10ND ug/l 1 04/15/16 03:01

Fluoranthene 0.50ND ug/l 1 04/15/16 03:01

Fluorene 0.50ND ug/l 1 04/15/16 03:01

gamma-BHC (Lindane) 0.10ND ug/l 1 04/15/16 03:01

gamma-Chlordane 0.10ND ug/l 1 04/15/16 03:01

Heptachlor 0.10ND ug/l 1 04/15/16 03:01

Heptachlor epoxide 0.10ND ug/l 1 04/15/16 03:01
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Semivolatile Organic Compounds by GC/MS

Method: EPA 525.2 Batch: W6C1759 Analyst: etn  Prepared: 03/30/16 06:46

Analyte MRLResult Units Dil QualifierAnalyzed

Hexachlorobenzene 0.10ND ug/l 1 04/15/16 03:01

Hexachlorocyclopentadiene 1.0ND ug/l 1 04/15/16 03:01

Indeno (1,2,3-cd) pyrene 0.50ND ug/l 1 04/15/16 03:01

Methoxychlor 0.20ND ug/l 1 04/15/16 03:01

Metolachlor 0.10ND ug/l 1 04/15/16 03:01

Metribuzin 0.10ND ug/l 1 04/15/16 03:01

Molinate 0.10ND ug/l 1 04/15/16 03:01

Naphthalene 0.50ND ug/l 1 04/15/16 03:01

Pentachloronitrobenzene (PCNB) 0.10ND ug/l 1 04/15/16 03:01

Pentachlorophenol 1.0ND ug/l 1 04/15/16 03:01

Phenanthrene 0.50ND ug/l 1 04/15/16 03:01

Prometon 0.10ND ug/l 1 04/15/16 03:01

Prometryn 0.10ND ug/l 1 04/15/16 03:01

Propachlor 0.20ND ug/l 1 04/15/16 03:01

Pyrene 0.50ND ug/l 1 04/15/16 03:01

Simazine 0.10ND ug/l 1 04/15/16 03:01

Terbacil 2.0ND ug/l 1 04/15/16 03:01

Thiobencarb 0.10ND ug/l 1 04/15/16 03:01

Trifluralin 0.10ND ug/l 1 04/15/16 03:01

Trithion 0.10ND ug/l 1 04/15/16 03:01

Surr: 1,3-Dimethyl-2-nitrobenzene 103 % 73-138Conc:5.15 %

Surr: Perylene-d12 49 % 30-118Conc:2.45 %

Surr: Triphenyl phosphate 66 % 70-149 S-GCConc:3.31 %

Semivolatile Organics - Low Level by Tandem GC/MS/MS

Method: EPA 1613B Batch: W6C1479 Analyst: EFC  Prepared: 03/24/16 08:42

Analyte MRLResult Units Dil QualifierAnalyzed

2,3,7,8-TCDD (Dioxin) 5.00ND pg/l 1 04/01/16 13:29

Subcontracted Analyses

Method: EPA 100.2 Batch: W6D0658 Analyst: _sub  Prepared: 03/23/16 00:00

Analyte MRLResult Units Dil QualifierAnalyzed

Asbestos 0.200ND MFL S_LAT1 04/04/16 00:00

Method: EPA 903.1 Batch: W6D0665 Analyst: _sub  Prepared: 03/29/16 19:00

Analyte MRLResult Units Dil QualifierAnalyzed

Radium 226 0.0840 pCi/L S_FGL1 04/04/16 08:20

MDA: 0.47Counting Error (+/-): 0.122

Method: EPA 905.0 Batch: W6D0665 Analyst: _sub  Prepared: 04/05/16 18:00
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Subcontracted Analyses

Method: EPA 905.0 Batch: W6D0665 Analyst: _sub  Prepared: 04/05/16 18:00

Analyte MRLResult Units Dil QualifierAnalyzed

Strontium 90 0.695 pCi/L S_FGL1 04/06/16 17:20

MDA: 0.491Counting Error (+/-): 0.637

Method: EPA Ra-05 Batch: W6D0665 Analyst: _sub  Prepared: 04/03/16 11:00

Analyte MRLResult Units Dil QualifierAnalyzed

Radium 228 0.00 pCi/L S_FGL1 04/05/16 20:10

MDA: 0.2Counting Error (+/-): 0.553

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W6D0061 Analyst: rhr  Prepared: 04/03/16 09:04

Analyte MRLResult Units Dil QualifierAnalyzed

1,1,1,2-Tetrachloroethane 0.50ND ug/l 1 04/03/16 21:06

1,1,1-Trichloroethane 0.50ND ug/l 1 04/03/16 21:06

1,1,2,2-Tetrachloroethane 0.50ND ug/l 1 04/03/16 21:06

1,1,2-Trichloroethane 0.50ND ug/l 1 04/03/16 21:06

1,1-Dichloroethane 0.50ND ug/l 1 04/03/16 21:06

1,1-Dichloroethene 0.50ND ug/l 1 04/03/16 21:06

1,1-Dichloropropene 0.50ND ug/l 1 04/03/16 21:06

1,2,3-Trichlorobenzene 0.50ND ug/l 1 04/03/16 21:06

1,2,3-Trichloropropane 0.50ND ug/l 1 04/03/16 21:06

1,2,4-Trichlorobenzene 0.50ND ug/l 1 04/03/16 21:06

1,2,4-Trimethylbenzene 0.50ND ug/l 1 04/03/16 21:06

1,2-Dichloroethane 0.50ND ug/l 1 04/03/16 21:06

1,2-Dichloropropane 0.50ND ug/l 1 04/03/16 21:06

1,3,5-Trimethylbenzene 0.50ND ug/l 1 04/03/16 21:06

1,3-Dichloropropane 0.50ND ug/l 1 04/03/16 21:06

1,3-Dichloropropene, Total 0.50ND ug/l 1 04/03/16 21:06

2,2-Dichloropropane 0.50ND ug/l 1 04/03/16 21:06

2-Butanone 5.0ND ug/l 1 04/03/16 21:06

2-Chloroethyl vinyl ether 1.0ND ug/l 1 04/03/16 21:06

2-Chlorotoluene 0.50ND ug/l 1 04/03/16 21:06

2-Hexanone 5.0ND ug/l 1 04/03/16 21:06

4-Chlorotoluene 0.50ND ug/l 1 04/03/16 21:06

4-Methyl-2-pentanone 5.0ND ug/l 1 04/03/16 21:06

Benzene 0.50ND ug/l 1 04/03/16 21:06

Bromobenzene 0.50ND ug/l 1 04/03/16 21:06

Bromochloromethane 0.50ND ug/l 1 04/03/16 21:06

Bromodichloromethane 0.50ND ug/l 1 04/03/16 21:06

Bromoform 0.50ND ug/l 1 04/03/16 21:06

Bromomethane 0.50ND ug/l 1 04/03/16 21:06

Carbon tetrachloride 0.50ND ug/l 1 04/03/16 21:06
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W6D0061 Analyst: rhr  Prepared: 04/03/16 09:04

Analyte MRLResult Units Dil QualifierAnalyzed

Chlorobenzene 0.50ND ug/l 1 04/03/16 21:06

Chloroethane 0.50ND ug/l 1 04/03/16 21:06

Chloroform 0.50ND ug/l 1 04/03/16 21:06

Chloromethane 0.50ND ug/l 1 04/03/16 21:06

cis-1,2-Dichloroethene 0.50ND ug/l 1 04/03/16 21:06

cis-1,3-Dichloropropene 0.50ND ug/l 1 04/03/16 21:06

Dibromochloromethane 0.50ND ug/l 1 04/03/16 21:06

Dibromomethane 0.50ND ug/l 1 04/03/16 21:06

Dichlorodifluoromethane (Freon 12) 0.50ND ug/l 1 04/03/16 21:06

Di-isopropyl ether 2.0ND ug/l 1 04/03/16 21:06

Ethyl tert-butyl ether 2.0ND ug/l 1 04/03/16 21:06

Ethylbenzene 0.50ND ug/l 1 04/03/16 21:06

Freon 113 5.0ND ug/l 1 04/03/16 21:06

Hexachlorobutadiene 0.50ND ug/l 1 04/03/16 21:06

Isopropylbenzene 0.50ND ug/l 1 04/03/16 21:06

m,p-Xylene 0.50ND ug/l 1 04/03/16 21:06

m-Dichlorobenzene 0.50ND ug/l 1 04/03/16 21:06

Methyl tert-butyl ether (MTBE) 2.0ND ug/l 1 04/03/16 21:06

Methylene chloride 0.50ND ug/l 1 04/03/16 21:06

Naphthalene 0.50ND ug/l 1 04/03/16 21:06

n-Butylbenzene 0.50ND ug/l 1 04/03/16 21:06

n-Propylbenzene 0.50ND ug/l 1 04/03/16 21:06

o-Dichlorobenzene 0.50ND ug/l 1 04/03/16 21:06

o-Xylene 0.50ND ug/l 1 04/03/16 21:06

p-Dichlorobenzene 0.50ND ug/l 1 04/03/16 21:06

p-Isopropyltoluene 0.50ND ug/l 1 04/03/16 21:06

sec-Butylbenzene 0.50ND ug/l 1 04/03/16 21:06

Styrene 0.50ND ug/l 1 04/03/16 21:06

Tert-amyl methyl ether 2.0ND ug/l 1 04/03/16 21:06

tert-Butylbenzene 0.50ND ug/l 1 04/03/16 21:06

Tetrachloroethene 0.50ND ug/l 1 04/03/16 21:06

THMs, Total 2.0ND ug/l 1 04/03/16 21:06

Toluene 0.50ND ug/l 1 04/03/16 21:06

trans-1,2-Dichloroethene 0.50ND ug/l 1 04/03/16 21:06

trans-1,3-Dichloropropene 0.50ND ug/l 1 04/03/16 21:06

Trichloroethene 0.50ND ug/l 1 04/03/16 21:06

Trichlorofluoromethane 0.50ND ug/l 1 04/03/16 21:06

Vinyl chloride 0.50ND ug/l 1 04/03/16 21:06

Xylenes, Total 1.0ND ug/l 1 04/03/16 21:06

Surr: 1,2-Dichlorobenzene-d4 78 % 70-130Conc:7.83 %
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-01           Well 33

Matrix: Water  Sampled:  03/22/16 08:55 Sampled By:   Edward Arroyo

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W6D0061 Analyst: rhr  Prepared: 04/03/16 09:04

Analyte MRLResult Units Dil QualifierAnalyzed

Surr: 4-Bromofluorobenzene 77 % 70-130Conc:7.70 %
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Anions by IC,  EPA  Method 300.0

Method: EPA 300.0 Batch: W6C1430 Analyst: atl  Prepared: 03/23/16 11:00

Analyte MRLResult Units Dil QualifierAnalyzed

Chloride, Total 5.065 mg/l 10 03/24/16 00:38

Fluoride, Total 0.100.49 mg/l 1 03/24/16 00:22

Sulfate as SO4 5.0540 mg/l 10 03/24/16 00:38

Carbamates and Urea Pesticides

Method: EPA 531.1 Batch: W6C1885 Analyst: ajp  Prepared: 03/31/16 16:39

Analyte MRLResult Units Dil QualifierAnalyzed

3-Hydroxycarbofuran 2.0ND ug/l 1 04/05/16 12:11

Aldicarb 2.0ND ug/l 1 04/05/16 12:11

Aldicarb sulfone 2.0ND ug/l 1 04/05/16 12:11

Aldicarb sulfoxide 2.0ND ug/l 1 04/05/16 12:11

Carbaryl 2.0ND ug/l 1 04/05/16 12:11

Carbofuran 2.0ND ug/l 1 04/05/16 12:11

Methiocarb 2.0ND ug/l 1 04/05/16 12:11

Methomyl 2.0ND ug/l 1 04/05/16 12:11

Oxamyl 2.0ND ug/l 1 04/05/16 12:11

Propoxur (Baygon) 2.0ND ug/l 1 04/05/16 12:11

Chlorinated Herbicides

Method: EPA 515.3 Batch: W6C1414 Analyst: par  Prepared: 03/23/16 08:42

Analyte MRLResult Units Dil QualifierAnalyzed

2,4,5-T 0.20ND ug/l 1 03/29/16 04:43

2,4,5-TP (Silvex) 0.20ND ug/l 1 03/29/16 04:43

2,4-D 0.40ND ug/l 1 03/29/16 04:43

2,4-DB 2.0ND ug/l 1 03/29/16 04:43

3,5-Dichlorobenzoic acid 1.0ND ug/l 1 03/29/16 04:43

Acifluorfen 0.40ND ug/l 1 03/29/16 04:43

Bentazon 2.0ND ug/l 1 03/29/16 04:43

Dalapon 0.40ND ug/l 1 03/29/16 04:43

DCPA 0.10ND ug/l 1 03/29/16 04:43

Dicamba 0.60ND ug/l 1 03/29/16 04:43

Dichloroprop 0.30ND ug/l 1 03/29/16 04:43

Dinoseb 0.40ND ug/l 1 03/29/16 04:43

Pentachlorophenol 0.20ND ug/l 1 03/29/16 04:43

Picloram 0.60ND ug/l 1 03/29/16 04:43

Surr: 2,4-DCAA 99 % 70-130Conc:9.89 %

Chlorinated Pesticides and/or PCBs

Method: EPA 508 Batch: W6C1478 Analyst: par  Prepared: 03/24/16 08:31

Analyte MRLResult Units Dil QualifierAnalyzed
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Chlorinated Pesticides and/or PCBs

Method: EPA 508 Batch: W6C1478 Analyst: par  Prepared: 03/24/16 08:31

Analyte MRLResult Units Dil QualifierAnalyzed

4,4´-DDD 0.010ND ug/l 1 04/06/16 07:12

4,4´-DDE 0.010ND ug/l 1 04/06/16 07:12

4,4´-DDT 0.010ND ug/l 1 04/06/16 07:12

Aldrin 0.010ND ug/l 1 04/06/16 07:12

alpha-BHC 0.010ND ug/l 1 04/06/16 07:12

Aroclor 1016 0.10ND ug/l 1 04/06/16 07:12

Aroclor 1221 0.10ND ug/l 1 04/06/16 07:12

Aroclor 1232 0.10ND ug/l 1 04/06/16 07:12

Aroclor 1242 0.10ND ug/l 1 04/06/16 07:12

Aroclor 1248 0.10ND ug/l 1 04/06/16 07:12

Aroclor 1254 0.10ND ug/l 1 04/06/16 07:12

Aroclor 1260 0.10ND ug/l 1 04/06/16 07:12

beta-BHC 0.010ND ug/l 1 04/06/16 07:12

Chlordane (tech) 0.10ND ug/l 1 04/06/16 07:12

Chlorothalonil 0.050ND ug/l 1 04/06/16 07:12

delta-BHC 0.010ND ug/l 1 04/06/16 07:12

Dieldrin 0.010ND ug/l 1 04/06/16 07:12

Endosulfan I 0.010ND ug/l 1 04/06/16 07:12

Endosulfan II 0.010ND ug/l 1 04/06/16 07:12

Endosulfan sulfate 0.010ND ug/l 1 04/06/16 07:12

Endrin 0.010ND ug/l 1 04/06/16 07:12

Endrin aldehyde 0.010ND ug/l 1 04/06/16 07:12

gamma-BHC (Lindane) 0.010ND ug/l 1 04/06/16 07:12

Heptachlor 0.010ND ug/l 1 04/06/16 07:12

Heptachlor epoxide 0.010ND ug/l 1 04/06/16 07:12

Hexachlorobenzene 0.050ND ug/l 1 04/06/16 07:12

Hexachlorocyclopentadiene 0.050ND ug/l 1 04/06/16 07:12

Methoxychlor 0.010ND ug/l 1 04/06/16 07:12

PCBs, Total 0.50ND ug/l 1 04/06/16 07:12

Propachlor 0.050ND ug/l 1 04/06/16 07:12

Toxaphene 1.0ND ug/l 1 04/06/16 07:12

Trifluralin 0.010ND ug/l 1 04/06/16 07:12

Surr: Decachlorobiphenyl 58 % 70-130 S-04Conc:0.0577 %

Surr: Tetrachloro-meta-xylene 60 % 70-130 S-04Conc:0.0599 %

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Method: _Various Batch: [CALC] Analyst: atl  Prepared: 03/23/16 14:12

Analyte MRLResult Units Dil QualifierAnalyzed

Total Anions 0.4518 meq/l 10 03/24/16 13:28

Total Cations 0.03817 meq/l 1 03/25/16 13:42
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Method: _Various Batch: [CALC] Analyst: JCK  Prepared: 03/23/16 14:12

Analyte MRLResult Units Dil QualifierAnalyzed

Total hardness as CaCO3 0.66640 mg/l 1 03/24/16 11:54

Method: EPA 140.1 Batch: W6C1403 Analyst: mnq  Prepared: 03/22/16 18:36

Analyte MRLResult Units Dil QualifierAnalyzed

Threshold Odor Number 1.01.0 T.O.N. 1 03/22/16 18:55

Method: EPA 180.1 Batch: W6C1446 Analyst: mnq  Prepared: 03/23/16 14:48

Analyte MRLResult Units Dil QualifierAnalyzed

Turbidity 0.10ND NTU 1 03/23/16 17:03

Method: EPA 335.4 Batch: W6C1722 Analyst: lac  Prepared: 03/29/16 12:52

Analyte MRLResult Units Dil QualifierAnalyzed

Cyanide, Total 5.0ND ug/l 1 03/29/16 16:41

Method: EPA 353.2 Batch: W6C1436 Analyst: AJW  Prepared: 03/23/16 13:39

Analyte MRLResult Units Dil QualifierAnalyzed

Nitrate as NO3 0.5013 mg/l 1 03/23/16 16:06

Nitrite as N 100ND ug/l 1 03/23/16 18:24

NO2+NO3 as N 1003000 ug/l 1 03/23/16 16:06

Method: SM 2120B Batch: W6C1429 Analyst: mnq  Prepared: 03/23/16 10:24

Analyte MRLResult Units Dil QualifierAnalyzed

Color 3.03.0 Color Units 1 03/23/16 13:49

Method: SM 2320B Batch: W6C1483 Analyst: lac  Prepared: 03/24/16 09:32

Analyte MRLResult Units Dil QualifierAnalyzed

Alkalinity as CaCO3 10250 mg/l 1 03/24/16 13:28

Bicarbonate Alkalinity as HCO3 10310 mg/l 1 03/24/16 13:28

Carbonate Alkalinity as CaCO3 2.0ND mg/l 1 03/24/16 13:28

Hydroxide Alkalinity as CaCO3 2.0ND mg/l 1 03/24/16 13:28

Method: SM 2330B Batch: W6C1863 Analyst: jck  Prepared: 03/31/16 13:25

Analyte MRLResult Units Dil QualifierAnalyzed

Langelier Index @ 20 C -10.00.765 N/A 1 04/01/16 08:00

Langelier Index @ 60 C -10.01.27 N/A 1 04/01/16 08:00

Method: SM 2510B Batch: W6C1522 Analyst: dmn  Prepared: 03/24/16 14:18

Analyte MRLResult Units Dil QualifierAnalyzed

Specific Conductance (EC) 4.01600 umhos/cm 2 03/24/16 15:26

Method: SM 2540C Batch: W6C1564 Analyst: ajw  Prepared: 03/25/16 09:55

Page 16 of 53

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

www.wecklabs.com

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety

http://www.wecklabs.com


City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods

Method: SM 2540C Batch: W6C1564 Analyst: ajw  Prepared: 03/25/16 09:55

Analyte MRLResult Units Dil QualifierAnalyzed

Total Dissolved Solids 101100 mg/l 1 03/25/16 15:55

Method: SM 4500H+-B Batch: W6C1400 Analyst: dmn  Prepared: 03/22/16 18:15

Analyte MRLResult Units Dil QualifierAnalyzed

pH 0.107.71 Units *1 03/22/16 19:30

Method: SM 5540C Batch: W6C1474 Analyst: mbc  Prepared: 03/23/16 19:54

Analyte MRLResult Units Dil QualifierAnalyzed

MBAS 0.050ND mg/l 1 03/23/16 20:06

Diquat and Paraquat by EPA 549.2

Method: EPA 549.2 Batch: W6C1457 Analyst: kan  Prepared: 03/23/16 15:57

Analyte MRLResult Units Dil QualifierAnalyzed

Diquat 4.0ND ug/l 1 03/25/16 17:35

Endothall By EPA 548.1

Method: EPA 548.1 Batch: W6C1456 Analyst: etn  Prepared: 03/23/16 15:54

Analyte MRLResult Units Dil QualifierAnalyzed

Endothall 45ND ug/l 1 04/02/16 17:21

Fumigants by EPA Method 504.1

Method: EPA 504.1 Batch: W6C1625 Analyst: rmr  Prepared: 03/28/16 09:09

Analyte MRLResult Units Dil QualifierAnalyzed

1,2-Dibromo-3-chloropropane 0.010ND ug/l 1 03/28/16 23:16

1,2-Dibromoethane (EDB) 0.020ND ug/l 1 03/28/16 23:16

Glyphosate by EPA 547

Method: EPA 547 Batch: W6C1706 Analyst: ajp  Prepared: 03/29/16 11:27

Analyte MRLResult Units Dil QualifierAnalyzed

Glyphosate 5.0ND ug/l 1 03/29/16 17:45

Hexavalent Chromium by IC

Method: EPA 218.6 Batch: W6C1680 Analyst: ajp  Prepared: 03/28/16 15:46

Analyte MRLResult Units Dil QualifierAnalyzed

Chromium 6+ 0.0200.17 ug/l 1 03/29/16 12:43

Low Level 1,2,3-TCP by SRL Method, P&T, GC/MS SIM

Method: SRL 524M-TCP Batch: W6C1743 Analyst: hmc  Prepared: 03/29/16 16:11

Analyte MRLResult Units Dil QualifierAnalyzed

1,2,3-Trichloropropane 0.0050ND ug/l 1 03/30/16 08:16
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Low Level 1,2,3-TCP by SRL Method, P&T, GC/MS SIM

Metals by EPA 200 Series Methods

Method: EPA 200.7 Batch: W6C1439 Analyst: JCK  Prepared: 03/23/16 14:12

Analyte MRLResult Units Dil QualifierAnalyzed

Boron, Total 10700 ug/l 1 03/24/16 11:54

Calcium, Total 0.100166 mg/l 1 03/24/16 11:54

Iron, Total 10ND ug/l 1 03/24/16 11:54

Magnesium, Total 0.10055.1 mg/l 1 03/24/16 11:54

Sodium, Total 0.50100 mg/l 1 03/24/16 11:54

Method: EPA 200.7 Batch: W6C1524 Analyst: jck  Prepared: 03/25/16 07:39

Analyte MRLResult Units Dil QualifierAnalyzed

Potassium, Total 0.104.9 mg/l 1 03/25/16 13:42

Method: EPA 200.8 Batch: W6C1423 Analyst: APA  Prepared: 03/23/16 08:54

Analyte MRLResult Units Dil QualifierAnalyzed

Aluminum, Total 5.0ND ug/l 1 03/31/16 15:47

Antimony, Total 0.50ND ug/l 1 03/30/16 17:41

Arsenic, Total 0.401.7 ug/l 1 03/30/16 11:28

Barium, Total 0.5031 ug/l 1 03/30/16 17:41

Beryllium, Total 0.10ND ug/l 1 03/30/16 17:41

Cadmium, Total 0.100.15 ug/l 1 03/30/16 17:41

Chromium, Total 0.20ND ug/l 1 03/30/16 11:28

Copper, Total 0.505.3 ug/l 1 03/30/16 17:41

Lead, Total 0.200.23 ug/l 1 03/30/16 17:41

Manganese, Total 0.2051 ug/l 1 03/30/16 17:41

Nickel, Total 0.805.2 ug/l 1 03/30/16 17:41

Selenium, Total 0.4013 ug/l 1 03/30/16 11:28

Silver, Total 0.20ND ug/l 1 03/31/16 16:44

Thallium, Total 0.20ND ug/l 1 03/30/16 17:41

Uranium, Total 0.2013 ug/l 1 03/30/16 17:41

Vanadium, Total 0.502.5 ug/l 1 03/30/16 11:28

Zinc, Total 5.012 ug/l 1 03/30/16 17:41

Method: EPA 245.1 Batch: W6C1476 Analyst: apa  Prepared: 03/24/16 08:14

Analyte MRLResult Units Dil QualifierAnalyzed

Mercury, Total 0.050ND ug/l 1 03/29/16 15:31

Microbiological Parameters by Standard Methods

Method: SM 9215B Batch: W6C1584 Analyst: lil  Prepared: 03/22/16 19:15

Analyte MRLResult Units Dil QualifierAnalyzed

Heterotrophic Plate Count 1.040 CFU/ml O-091 03/24/16 18:29
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Microbiological Parameters by Standard Methods

Method: SM 9223B Batch: W6C1553 Analyst: lil  Prepared: 03/22/16 19:15

Analyte MRLResult Units Dil QualifierAnalyzed

E. coli 1.0Absent N/A 1 03/23/16 13:19

Total Coliform 1.0Absent N/A 1 03/23/16 13:19

Perchlorate by EPA 314.0

Method: EPA 314.0 Batch: W6C1452 Analyst: atl  Prepared: 03/23/16 15:15

Analyte MRLResult Units Dil QualifierAnalyzed

Perchlorate 2.0ND ug/l 1 03/23/16 21:57

Radiological Parameters by APHA/EPA Methods

Method: EPA 200.8 Batch: W6C1877 Analyst: APA  Prepared: 03/23/16 10:57

Analyte MRLResult Units Dil QualifierAnalyzed

Uranium Rad 0.138.5 pCi/L 1 03/30/16 17:41

Method: EPA 900.0 Batch: W6C1486 Analyst: sap  Prepared: 03/24/16 10:00

Analyte MRLResult Units Dil QualifierAnalyzed

Gross Beta 5.4 pCi/L 1 03/25/16 15:40

MDA: 2.394Counting Error (+/-): 1.611

Method: SM 7110C Batch: W6C1487 Analyst: sap  Prepared: 03/24/16 10:01

Analyte MRLResult Units Dil QualifierAnalyzed

Gross Alpha 6.88 pCi/L 1 03/28/16 08:55

MDA: 0.01Counting Error (+/-): 0.359

Semivolatile Organic Compounds by GC/MS

Method: EPA 525.2 Batch: W6C1759 Analyst: etn  Prepared: 03/30/16 06:46

Analyte MRLResult Units Dil QualifierAnalyzed

2,4-Dinitrotoluene 2.0ND ug/l 1 04/15/16 03:28

2,6-Dinitrotoluene 2.0ND ug/l 1 04/15/16 03:28

4,4´-DDD 0.10ND ug/l 1 04/15/16 03:28

4,4´-DDE 0.20ND ug/l 1 04/15/16 03:28

4,4´-DDT 0.10ND ug/l 1 04/15/16 03:28

Acenaphthene 0.50ND ug/l 1 04/15/16 03:28

Acenaphthylene 0.50ND ug/l 1 04/15/16 03:28

Acetochlor 0.10ND ug/l 1 04/15/16 03:28

Alachlor 0.10ND ug/l 1 04/15/16 03:28

Aldrin 0.10ND ug/l 1 04/15/16 03:28

alpha-BHC 0.10ND ug/l 1 04/15/16 03:28

alpha-Chlordane 0.10ND ug/l 1 04/15/16 03:28

Anthracene 0.50ND ug/l 1 04/15/16 03:28

Atrazine 0.10ND ug/l 1 04/15/16 03:28

Benzo (a) anthracene 0.50ND ug/l 1 04/15/16 03:28

Page 19 of 53

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

www.wecklabs.com

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety

http://www.wecklabs.com


City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Semivolatile Organic Compounds by GC/MS

Method: EPA 525.2 Batch: W6C1759 Analyst: etn  Prepared: 03/30/16 06:46

Analyte MRLResult Units Dil QualifierAnalyzed

Benzo (a) pyrene 0.10ND ug/l 1 04/15/16 03:28

Benzo (b) fluoranthene 0.50ND ug/l 1 04/15/16 03:28

Benzo (g,h,i) perylene 0.50ND ug/l 1 04/15/16 03:28

Benzo (k) fluoranthene 0.50ND ug/l 1 04/15/16 03:28

beta-BHC 0.20ND ug/l 1 04/15/16 03:28

Bis(2-ethylhexyl)adipate 5.0ND ug/l 1 04/15/16 03:28

Bis(2-ethylhexyl)phthalate 3.0ND ug/l 1 04/15/16 03:28

Bromacil 0.50ND ug/l 1 04/15/16 03:28

Butachlor 0.10ND ug/l 1 04/15/16 03:28

Butyl benzyl phthalate 2.0ND ug/l 1 04/15/16 03:28

Caffeine 0.10ND ug/l 1 04/15/16 03:28

Captan 1.0ND ug/l 1 04/15/16 03:28

Chlorpropham 0.10ND ug/l 1 04/15/16 03:28

Chrysene 0.50ND ug/l 1 04/15/16 03:28

Cyanazine 0.10ND ug/l 1 04/15/16 03:28

delta-BHC 0.10ND ug/l 1 04/15/16 03:28

Diazinon 0.10ND ug/l 1 04/15/16 03:28

Dibenzo (a,h) anthracene 0.50ND ug/l 1 04/15/16 03:28

Dieldrin 0.20ND ug/l 1 04/15/16 03:28

Diethyl phthalate 2.0ND ug/l 1 04/15/16 03:28

Dimethoate 0.20ND ug/l 1 04/15/16 03:28

Dimethyl phthalate 2.0ND ug/l 1 04/15/16 03:28

Di-n-butyl phthalate 2.0ND ug/l 1 04/15/16 03:28

Di-n-octyl phthalate 0.50ND ug/l 1 04/15/16 03:28

Diphenamid 0.10ND ug/l 1 04/15/16 03:28

Disulfoton 0.10ND ug/l 1 04/15/16 03:28

Endosulfan I 1.0ND ug/l 1 04/15/16 03:28

Endosulfan II 0.20ND ug/l 1 04/15/16 03:28

Endosulfan sulfate 0.20ND ug/l 1 04/15/16 03:28

Endrin 0.20ND ug/l 1 04/15/16 03:28

Endrin aldehyde 0.20ND ug/l 1 04/15/16 03:28

Endrin ketone 0.10ND ug/l 1 04/15/16 03:28

EPTC 0.10ND ug/l 1 04/15/16 03:28

Ethion 0.10ND ug/l 1 04/15/16 03:28

Fluoranthene 0.50ND ug/l 1 04/15/16 03:28

Fluorene 0.50ND ug/l 1 04/15/16 03:28

gamma-BHC (Lindane) 0.10ND ug/l 1 04/15/16 03:28

gamma-Chlordane 0.10ND ug/l 1 04/15/16 03:28

Heptachlor 0.10ND ug/l 1 04/15/16 03:28

Heptachlor epoxide 0.10ND ug/l 1 04/15/16 03:28
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Semivolatile Organic Compounds by GC/MS

Method: EPA 525.2 Batch: W6C1759 Analyst: etn  Prepared: 03/30/16 06:46

Analyte MRLResult Units Dil QualifierAnalyzed

Hexachlorobenzene 0.10ND ug/l 1 04/15/16 03:28

Hexachlorocyclopentadiene 1.0ND ug/l 1 04/15/16 03:28

Indeno (1,2,3-cd) pyrene 0.50ND ug/l 1 04/15/16 03:28

Methoxychlor 0.20ND ug/l 1 04/15/16 03:28

Metolachlor 0.10ND ug/l 1 04/15/16 03:28

Metribuzin 0.10ND ug/l 1 04/15/16 03:28

Molinate 0.10ND ug/l 1 04/15/16 03:28

Naphthalene 0.50ND ug/l 1 04/15/16 03:28

Pentachloronitrobenzene (PCNB) 0.10ND ug/l 1 04/15/16 03:28

Pentachlorophenol 1.0ND ug/l 1 04/15/16 03:28

Phenanthrene 0.50ND ug/l 1 04/15/16 03:28

Prometon 0.10ND ug/l 1 04/15/16 03:28

Prometryn 0.10ND ug/l 1 04/15/16 03:28

Propachlor 0.20ND ug/l 1 04/15/16 03:28

Pyrene 0.50ND ug/l 1 04/15/16 03:28

Simazine 0.10ND ug/l 1 04/15/16 03:28

Terbacil 2.0ND ug/l 1 04/15/16 03:28

Thiobencarb 0.10ND ug/l 1 04/15/16 03:28

Trifluralin 0.10ND ug/l 1 04/15/16 03:28

Trithion 0.10ND ug/l 1 04/15/16 03:28

Surr: 1,3-Dimethyl-2-nitrobenzene 112 % 73-138Conc:5.58 %

Surr: Perylene-d12 28 % 30-118 S-GCConc:1.39 %

Surr: Triphenyl phosphate 50 % 70-149 S-GCConc:2.49 %

Semivolatile Organics - Low Level by Tandem GC/MS/MS

Method: EPA 1613B Batch: W6C1479 Analyst: EFC  Prepared: 03/24/16 08:42

Analyte MRLResult Units Dil QualifierAnalyzed

2,3,7,8-TCDD (Dioxin) 5.00ND pg/l 1 04/01/16 12:55

Subcontracted Analyses

Method: EPA 100.2 Batch: W6D0658 Analyst: _sub  Prepared: 03/23/16 00:00

Analyte MRLResult Units Dil QualifierAnalyzed

Asbestos 0.200ND MFL S_LAT1 04/04/16 00:00

Method: EPA 903.1 Batch: W6D0665 Analyst: _sub  Prepared: 03/29/16 19:00

Analyte MRLResult Units Dil QualifierAnalyzed

Radium 226 0.0280 pCi/L S_FGL1 04/04/16 08:40

MDA: 0.47Counting Error (+/-): 0.095

Method: EPA 905.0 Batch: W6D0665 Analyst: _sub  Prepared: 04/05/16 18:00
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Subcontracted Analyses

Method: EPA 905.0 Batch: W6D0665 Analyst: _sub  Prepared: 04/05/16 18:00

Analyte MRLResult Units Dil QualifierAnalyzed

Strontium 90 0.693 pCi/L S_FGL1 04/06/16 17:40

MDA: 0.491Counting Error (+/-): 0.636

Method: EPA Ra-05 Batch: W6D0665 Analyst: _sub  Prepared: 04/03/16 11:00

Analyte MRLResult Units Dil QualifierAnalyzed

Radium 228 0.00 pCi/L S_FGL1 04/05/16 20:40

MDA: 0.253Counting Error (+/-): 0.527

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W6D0061 Analyst: rhr  Prepared: 04/03/16 09:04

Analyte MRLResult Units Dil QualifierAnalyzed

1,1,1,2-Tetrachloroethane 0.50ND ug/l 1 04/03/16 21:43

1,1,1-Trichloroethane 0.50ND ug/l 1 04/03/16 21:43

1,1,2,2-Tetrachloroethane 0.50ND ug/l 1 04/03/16 21:43

1,1,2-Trichloroethane 0.50ND ug/l 1 04/03/16 21:43

1,1-Dichloroethane 0.50ND ug/l 1 04/03/16 21:43

1,1-Dichloroethene 0.50ND ug/l 1 04/03/16 21:43

1,1-Dichloropropene 0.50ND ug/l 1 04/03/16 21:43

1,2,3-Trichlorobenzene 0.50ND ug/l 1 04/03/16 21:43

1,2,3-Trichloropropane 0.50ND ug/l 1 04/03/16 21:43

1,2,4-Trichlorobenzene 0.50ND ug/l 1 04/03/16 21:43

1,2,4-Trimethylbenzene 0.50ND ug/l 1 04/03/16 21:43

1,2-Dichloroethane 0.50ND ug/l 1 04/03/16 21:43

1,2-Dichloropropane 0.50ND ug/l 1 04/03/16 21:43

1,3,5-Trimethylbenzene 0.50ND ug/l 1 04/03/16 21:43

1,3-Dichloropropane 0.50ND ug/l 1 04/03/16 21:43

1,3-Dichloropropene, Total 0.50ND ug/l 1 04/03/16 21:43

2,2-Dichloropropane 0.50ND ug/l 1 04/03/16 21:43

2-Butanone 5.0ND ug/l 1 04/03/16 21:43

2-Chloroethyl vinyl ether 1.0ND ug/l 1 04/03/16 21:43

2-Chlorotoluene 0.50ND ug/l 1 04/03/16 21:43

2-Hexanone 5.0ND ug/l 1 04/03/16 21:43

4-Chlorotoluene 0.50ND ug/l 1 04/03/16 21:43

4-Methyl-2-pentanone 5.0ND ug/l 1 04/03/16 21:43

Benzene 0.50ND ug/l 1 04/03/16 21:43

Bromobenzene 0.50ND ug/l 1 04/03/16 21:43

Bromochloromethane 0.50ND ug/l 1 04/03/16 21:43

Bromodichloromethane 0.50ND ug/l 1 04/03/16 21:43

Bromoform 0.50ND ug/l 1 04/03/16 21:43

Bromomethane 0.50ND ug/l 1 04/03/16 21:43

Carbon tetrachloride 0.50ND ug/l 1 04/03/16 21:43
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W6D0061 Analyst: rhr  Prepared: 04/03/16 09:04

Analyte MRLResult Units Dil QualifierAnalyzed

Chlorobenzene 0.50ND ug/l 1 04/03/16 21:43

Chloroethane 0.50ND ug/l 1 04/03/16 21:43

Chloroform 0.50ND ug/l 1 04/03/16 21:43

Chloromethane 0.50ND ug/l 1 04/03/16 21:43

cis-1,2-Dichloroethene 0.50ND ug/l 1 04/03/16 21:43

cis-1,3-Dichloropropene 0.50ND ug/l 1 04/03/16 21:43

Dibromochloromethane 0.50ND ug/l 1 04/03/16 21:43

Dibromomethane 0.50ND ug/l 1 04/03/16 21:43

Dichlorodifluoromethane (Freon 12) 0.50ND ug/l 1 04/03/16 21:43

Di-isopropyl ether 2.0ND ug/l 1 04/03/16 21:43

Ethyl tert-butyl ether 2.0ND ug/l 1 04/03/16 21:43

Ethylbenzene 0.50ND ug/l 1 04/03/16 21:43

Freon 113 5.0ND ug/l 1 04/03/16 21:43

Hexachlorobutadiene 0.50ND ug/l 1 04/03/16 21:43

Isopropylbenzene 0.50ND ug/l 1 04/03/16 21:43

m,p-Xylene 0.50ND ug/l 1 04/03/16 21:43

m-Dichlorobenzene 0.50ND ug/l 1 04/03/16 21:43

Methyl tert-butyl ether (MTBE) 2.0ND ug/l 1 04/03/16 21:43

Methylene chloride 0.50ND ug/l 1 04/03/16 21:43

Naphthalene 0.50ND ug/l 1 04/03/16 21:43

n-Butylbenzene 0.50ND ug/l 1 04/03/16 21:43

n-Propylbenzene 0.50ND ug/l 1 04/03/16 21:43

o-Dichlorobenzene 0.50ND ug/l 1 04/03/16 21:43

o-Xylene 0.50ND ug/l 1 04/03/16 21:43

p-Dichlorobenzene 0.50ND ug/l 1 04/03/16 21:43

p-Isopropyltoluene 0.50ND ug/l 1 04/03/16 21:43

sec-Butylbenzene 0.50ND ug/l 1 04/03/16 21:43

Styrene 0.50ND ug/l 1 04/03/16 21:43

Tert-amyl methyl ether 2.0ND ug/l 1 04/03/16 21:43

tert-Butylbenzene 0.50ND ug/l 1 04/03/16 21:43

Tetrachloroethene 0.50ND ug/l 1 04/03/16 21:43

THMs, Total 2.0ND ug/l 1 04/03/16 21:43

Toluene 0.50ND ug/l 1 04/03/16 21:43

trans-1,2-Dichloroethene 0.50ND ug/l 1 04/03/16 21:43

trans-1,3-Dichloropropene 0.50ND ug/l 1 04/03/16 21:43

Trichloroethene 0.50ND ug/l 1 04/03/16 21:43

Trichlorofluoromethane 0.50ND ug/l 1 04/03/16 21:43

Vinyl chloride 0.50ND ug/l 1 04/03/16 21:43

Xylenes, Total 1.0ND ug/l 1 04/03/16 21:43

Surr: 1,2-Dichlorobenzene-d4 79 % 70-130Conc:7.86 %
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

6C22089-02           Well 34

Matrix: Water  Sampled:  03/22/16 09:43 Sampled By:   Edward Arroyo

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W6D0061 Analyst: rhr  Prepared: 04/03/16 09:04

Analyte MRLResult Units Dil QualifierAnalyzed

Surr: 4-Bromofluorobenzene 78 % 70-130Conc:7.82 %
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

QUALITY   CONTROL 

SECTION
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Low Level 1,2,3-TCP by SRL Method, P&T, GC/MS SIM - Quality Control

 Batch W6C1743 - SRL 524M-TCP

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1743-BLK1)  Analyzed: 03/30/16 05:20

1,2,3-Trichloropropane ND 0.0050 ug/l

LCS (W6C1743-BS1)  Analyzed: 03/30/16 06:19

1,2,3-Trichloropropane 0.00544 0.0050 0.00500 80-120109ug/l

LCS Dup (W6C1743-BSD1)  Analyzed: 03/30/16 06:48

1,2,3-Trichloropropane 0.00558 0.0050 0.00500 2080-120112 3ug/l

Duplicate (W6C1743-DUP1)  Analyzed: 03/30/16 11:42Source: 6C23035-04

1,2,3-Trichloropropane 0.00192 0.0050 0.00199 204ug/l

Anions by IC,  EPA  Method 300.0 - Quality Control

 Batch W6C1430 - EPA 300.0

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1430-BLK1)  Analyzed: 03/23/16 11:17

Chloride, Total ND 0.50 mg/l

Fluoride, Total ND 0.10 mg/l

Sulfate as SO4 ND 0.50 mg/l

LCS (W6C1430-BS1)  Analyzed: 03/23/16 11:33

Chloride, Total 3.91 0.50 4.00 90-11098mg/l

Fluoride, Total 1.99 0.10 2.00 90-11099mg/l

Sulfate as SO4 7.99 0.50 8.00 90-110100mg/l

Matrix Spike (W6C1430-MS1)  Analyzed: 03/23/16 12:04Source: 6C14058-01

Chloride, Total 66.9 5.0 40.0 30.9 76-11890mg/l

Fluoride, Total 19.0 1.0 20.0 0.132 86-10795mg/l

Sulfate as SO4 109 5.0 80.0 28.5 78-111101mg/l

Matrix Spike (W6C1430-MS2)  Analyzed: 03/23/16 14:17Source: 6C14060-01

Chloride, Total 48.1 5.0 40.0 10.4 76-11894mg/l

Fluoride, Total 19.8 1.0 20.0 0.133 86-10799mg/l

Sulfate as SO4 100 5.0 80.0 22.2 78-11198mg/l

Matrix Spike Dup (W6C1430-MSD1)  Analyzed: 03/23/16 12:19Source: 6C14058-01

Chloride, Total 66.4 5.0 40.0 30.9 2076-11889 0.7mg/l

Fluoride, Total 19.6 1.0 20.0 0.132 2086-10798 3mg/l

Sulfate as SO4 105 5.0 80.0 28.5 2078-11196 4mg/l

Matrix Spike Dup (W6C1430-MSD2)  Analyzed: 03/23/16 13:06Source: 6C14060-01

Chloride, Total 47.0 5.0 40.0 10.4 2076-11892 2mg/l

Fluoride, Total 19.2 1.0 20.0 0.133 2086-10796 3mg/l

Sulfate as SO4 99.3 5.0 80.0 22.2 2078-11196 0.9mg/l

Carbamates and Urea Pesticides - Quality Control
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Carbamates and Urea Pesticides - Quality Control

 Batch W6C1885 - EPA 531.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1885-BLK1)  Analyzed: 04/04/16 11:42

3-Hydroxycarbofuran ND 2.0 ug/l

Aldicarb ND 2.0 ug/l

Aldicarb sulfone ND 2.0 ug/l

Aldicarb sulfoxide ND 2.0 ug/l

Carbaryl ND 2.0 ug/l

Carbofuran ND 2.0 ug/l

Methiocarb ND 2.0 ug/l

Methomyl ND 2.0 ug/l

Oxamyl ND 2.0 ug/l

Propoxur (Baygon) ND 2.0 ug/l

LCS (W6C1885-BS1)  Analyzed: 04/04/16 15:15

3-Hydroxycarbofuran 11.6 2.0 10.0 80-120116ug/l

Aldicarb 11.7 2.0 10.0 80-120117ug/l

Aldicarb sulfone 10.7 2.0 10.0 80-120107ug/l

Aldicarb sulfoxide 10.8 2.0 10.0 80-120108ug/l

Carbaryl 11.8 2.0 10.0 80-120118ug/l

Carbofuran 11.6 2.0 10.0 80-120116ug/l

Methiocarb 11.8 2.0 10.0 80-120118ug/l

Methomyl 11.4 2.0 10.0 80-120114ug/l

Oxamyl 11.4 2.0 10.0 80-120114ug/l

Propoxur (Baygon) 11.5 2.0 10.0 80-120115ug/l

Matrix Spike (W6C1885-MS1)  Analyzed: 04/04/16 16:48Source: 6C18041-02

3-Hydroxycarbofuran 8.87 2.0 10.0 ND 65-13589ug/l

Aldicarb 8.76 2.0 10.0 ND 65-13588ug/l

Aldicarb sulfone 8.65 2.0 10.0 ND 65-13586ug/l

Aldicarb sulfoxide 8.06 2.0 10.0 ND 65-13581ug/l

Carbaryl 14.0 2.0 10.0 ND 65-135140 MS-05ug/l

Carbofuran 8.79 2.0 10.0 ND 65-13588ug/l

Methiocarb 9.02 2.0 10.0 ND 65-13590ug/l

Methomyl 9.55 2.0 10.0 ND 65-13595ug/l

Oxamyl 8.39 2.0 10.0 ND 65-13584ug/l

Propoxur (Baygon) 8.49 2.0 10.0 ND 65-13585ug/l

Matrix Spike Dup (W6C1885-MSD1)  Analyzed: 04/06/16 11:44Source: 6C18041-02

3-Hydroxycarbofuran 9.44 2.0 10.0 ND 3065-13594 6ug/l

Aldicarb 8.91 2.0 10.0 ND 3065-13589 2ug/l

Aldicarb sulfone 9.34 2.0 10.0 ND 3065-13593 8ug/l

Aldicarb sulfoxide 8.12 2.0 10.0 ND 3065-13581 0.7ug/l

Carbaryl 14.3 2.0 10.0 ND 3065-135143 2 MS-05ug/l

Carbofuran 8.31 2.0 10.0 ND 3065-13583 6ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Carbamates and Urea Pesticides - Quality Control

 Batch W6C1885 - EPA 531.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Matrix Spike Dup (W6C1885-MSD1)  Analyzed: 04/06/16 11:44Source: 6C18041-02

Methiocarb 9.13 2.0 10.0 ND 3065-13591 1ug/l

Methomyl 10.7 2.0 10.0 ND 3065-135107 11ug/l

Oxamyl 7.24 2.0 10.0 ND 3065-13572 15ug/l

Propoxur (Baygon) 8.30 2.0 10.0 ND 3065-13583 2ug/l

Chlorinated Herbicides - Quality Control

 Batch W6C1414 - EPA 515.3

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1414-BLK1)  Analyzed: 03/28/16 22:41

2,4,5-T ND 0.20 ug/l

2,4,5-TP (Silvex) ND 0.20 ug/l

2,4-D ND 0.40 ug/l

2,4-DB ND 2.0 ug/l

3,5-Dichlorobenzoic acid ND 1.0 ug/l

Acifluorfen ND 0.40 ug/l

Bentazon ND 2.0 ug/l

Dalapon ND 0.40 ug/l

DCPA ND 0.10 ug/l

Dicamba ND 0.60 ug/l

Dichloroprop ND 0.30 ug/l

Dinoseb ND 0.40 ug/l

Pentachlorophenol ND 0.20 ug/l

Picloram ND 0.60 ug/l

ug/l 10.0 70-130Surr: 2,4-DCAA 1009.98

LCS (W6C1414-BS1)  Analyzed: 03/28/16 23:17

2,4,5-T 3.90 0.20 4.00 70-13097ug/l

2,4,5-TP (Silvex) 4.04 0.20 4.00 70-130101ug/l

2,4-D 7.34 0.40 8.00 70-13092ug/l

2,4-DB 15.4 2.0 16.0 70-13096ug/l

3,5-Dichlorobenzoic acid 8.03 1.0 8.00 70-130100ug/l

Acifluorfen 3.92 0.40 4.00 70-13098ug/l

Bentazon 15.5 2.0 16.0 70-13097ug/l

Dalapon 7.26 0.40 8.00 70-13091ug/l

DCPA 4.12 0.10 4.00 70-130103ug/l

Dicamba 7.00 0.60 8.00 70-13087ug/l

Dichloroprop 7.33 0.30 8.00 70-13092ug/l

Dinoseb 3.97 0.40 4.00 70-13099ug/l

Pentachlorophenol 3.93 0.20 4.00 70-13098ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Chlorinated Herbicides - Quality Control

 Batch W6C1414 - EPA 515.3

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6C1414-BS1)  Analyzed: 03/28/16 23:17

Picloram 3.84 0.60 4.00 70-13096ug/l

ug/l 10.0 70-130Surr: 2,4-DCAA 989.80

Matrix Spike (W6C1414-MS1)  Analyzed: 03/28/16 23:53Source: 6C18085-01

2,4,5-T 3.93 0.20 4.00 ND 70-13098ug/l

2,4,5-TP (Silvex) 4.07 0.20 4.00 ND 70-130102ug/l

2,4-D 7.16 0.40 8.00 ND 70-13089ug/l

2,4-DB 15.3 2.0 16.0 ND 70-13096ug/l

3,5-Dichlorobenzoic acid 7.97 1.0 8.00 ND 70-130100ug/l

Acifluorfen 3.92 0.40 4.00 ND 70-13098ug/l

Bentazon 15.9 2.0 16.0 ND 70-13099ug/l

Dalapon 7.23 0.40 8.00 ND 70-13090ug/l

DCPA 4.14 0.10 4.00 ND 70-130103ug/l

Dicamba 7.04 0.60 8.00 ND 70-13088ug/l

Dichloroprop 7.42 0.30 8.00 ND 70-13093ug/l

Dinoseb 4.18 0.40 4.00 ND 70-130104ug/l

Pentachlorophenol 4.03 0.20 4.00 ND 70-130101ug/l

Picloram 3.79 0.60 4.00 ND 70-13095ug/l

ug/l 10.0 70-130Surr: 2,4-DCAA 999.91

Matrix Spike Dup (W6C1414-MSD1)  Analyzed: 03/29/16 00:29Source: 6C18085-01

2,4,5-T 4.04 0.20 4.00 ND 3070-130101 3ug/l

2,4,5-TP (Silvex) 4.19 0.20 4.00 ND 3070-130105 3ug/l

2,4-D 7.78 0.40 8.00 ND 3070-13097 8ug/l

2,4-DB 16.6 2.0 16.0 ND 3070-130104 8ug/l

3,5-Dichlorobenzoic acid 8.25 1.0 8.00 ND 3070-130103 3ug/l

Acifluorfen 4.18 0.40 4.00 ND 3070-130105 6ug/l

Bentazon 16.3 2.0 16.0 ND 3070-130102 3ug/l

Dalapon 7.48 0.40 8.00 ND 3070-13094 4ug/l

DCPA 4.29 0.10 4.00 ND 3070-130107 4ug/l

Dicamba 7.41 0.60 8.00 ND 3070-13093 5ug/l

Dichloroprop 7.60 0.30 8.00 ND 3070-13095 2ug/l

Dinoseb 4.28 0.40 4.00 ND 3070-130107 2ug/l

Pentachlorophenol 4.14 0.20 4.00 ND 3070-130103 3ug/l

Picloram 4.10 0.60 4.00 ND 3070-130102 8ug/l

ug/l 10.0 70-130Surr: 2,4-DCAA 10110.1

 Batch W6C1478 - EPA 508

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1478-BLK1)  Analyzed: 04/05/16 18:56

4,4´-DDD ND 0.010 ug/l

4,4´-DDE ND 0.010 ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Chlorinated Pesticides and/or PCBs - Quality Control

 Batch W6C1478 - EPA 508

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1478-BLK1)  Analyzed: 04/05/16 18:56

4,4´-DDT ND 0.010 ug/l

Aldrin ND 0.010 ug/l

alpha-BHC ND 0.010 ug/l

Aroclor 1016 ND 0.10 ug/l

Aroclor 1221 ND 0.10 ug/l

Aroclor 1232 ND 0.10 ug/l

Aroclor 1242 ND 0.10 ug/l

Aroclor 1248 ND 0.10 ug/l

Aroclor 1254 ND 0.10 ug/l

Aroclor 1260 ND 0.10 ug/l

beta-BHC ND 0.010 ug/l

Chlordane (tech) ND 0.10 ug/l

Chlorothalonil ND 0.050 ug/l

delta-BHC ND 0.010 ug/l

Dieldrin ND 0.010 ug/l

Endosulfan I ND 0.010 ug/l

Endosulfan II ND 0.010 ug/l

Endosulfan sulfate ND 0.010 ug/l

Endrin ND 0.010 ug/l

Endrin aldehyde ND 0.010 ug/l

gamma-BHC (Lindane) ND 0.010 ug/l

Heptachlor ND 0.010 ug/l

Heptachlor epoxide ND 0.010 ug/l

Hexachlorobenzene ND 0.050 ug/l

Hexachlorocyclopentadiene ND 0.050 ug/l

Methoxychlor ND 0.010 ug/l

PCBs, Total ND 0.50 ug/l

Propachlor ND 0.050 ug/l

Toxaphene ND 1.0 ug/l

Trifluralin ND 0.010 ug/l

ug/l 0.100 70-130Surr: Decachlorobiphenyl 940.0939

ug/l 0.100 70-130Surr: Tetrachloro-meta-xylene 710.0709

LCS (W6C1478-BS1)  Analyzed: 04/05/16 19:27

4,4´-DDD 0.0890 0.010 0.100 55-14289ug/l

4,4´-DDE 0.0852 0.010 0.100 49-12985ug/l

4,4´-DDT 0.102 0.010 0.100 54-160102ug/l

Aldrin 0.0652 0.010 0.100 29-11565ug/l

alpha-BHC 0.0899 0.010 0.100 59-13190ug/l

beta-BHC 0.0910 0.010 0.100 63-13691ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Chlorinated Pesticides and/or PCBs - Quality Control

 Batch W6C1478 - EPA 508

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6C1478-BS1)  Analyzed: 04/05/16 19:27

delta-BHC 0.0984 0.010 0.100 59-13798ug/l

Dieldrin 0.0909 0.010 0.100 59-13591ug/l

Endosulfan I 0.0770 0.010 0.100 28-13877ug/l

Endosulfan II 0.0815 0.010 0.100 53-13382ug/l

Endosulfan sulfate 0.0804 0.010 0.100 58-15580ug/l

Endrin 0.0878 0.010 0.100 57-14888ug/l

Endrin aldehyde 0.0815 0.010 0.100 45-13982ug/l

gamma-BHC (Lindane) 0.0902 0.010 0.100 59-12990ug/l

Heptachlor 0.0754 0.010 0.100 42-13675ug/l

Heptachlor epoxide 0.0896 0.010 0.100 59-13490ug/l

Methoxychlor 0.0916 0.010 0.100 56-16792ug/l

ug/l 0.100 70-130Surr: Decachlorobiphenyl 950.0947

ug/l 0.100 70-130Surr: Tetrachloro-meta-xylene 690.0694 S-11

LCS Dup (W6C1478-BSD1)  Analyzed: 04/05/16 19:58

4,4´-DDD 0.0885 0.010 0.100 2555-14289 0.5ug/l

4,4´-DDE 0.0878 0.010 0.100 2549-12988 3ug/l

4,4´-DDT 0.102 0.010 0.100 2554-160102 0.3ug/l

Aldrin 0.0709 0.010 0.100 2529-11571 8ug/l

alpha-BHC 0.0921 0.010 0.100 2559-13192 2ug/l

beta-BHC 0.0927 0.010 0.100 2563-13693 2ug/l

delta-BHC 0.0981 0.010 0.100 2559-13798 0.4ug/l

Dieldrin 0.0918 0.010 0.100 2559-13592 1ug/l

Endosulfan I 0.0783 0.010 0.100 2528-13878 2ug/l

Endosulfan II 0.0819 0.010 0.100 2553-13382 0.4ug/l

Endosulfan sulfate 0.0799 0.010 0.100 2558-15580 0.6ug/l

Endrin 0.0895 0.010 0.100 2557-14890 2ug/l

Endrin aldehyde 0.0834 0.010 0.100 2545-13983 2ug/l

gamma-BHC (Lindane) 0.0934 0.010 0.100 2559-12993 4ug/l

Heptachlor 0.0818 0.010 0.100 2542-13682 8ug/l

Heptachlor epoxide 0.0885 0.010 0.100 2559-13489 1ug/l

Methoxychlor 0.0920 0.010 0.100 2556-16792 0.5ug/l

ug/l 0.100 70-130Surr: Decachlorobiphenyl 930.0926

ug/l 0.100 70-130Surr: Tetrachloro-meta-xylene 700.0702

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods - Quality Control

 Batch W6C1400 - SM 4500H+-B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6C1400-BS1)  Analyzed: 03/22/16 19:30
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods - Quality Control

 Batch W6C1400 - SM 4500H+-B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6C1400-BS1)  Analyzed: 03/22/16 19:30

pH 7.43 0.10 7.41 98.8-101100Units

Duplicate (W6C1400-DUP1)  Analyzed: 03/22/16 19:30Source: 6C22008-02

pH 7.55 0.10 7.46 3.11Units

 Batch W6C1403 - EPA 140.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1403-BLK1)  Analyzed: 03/22/16 18:55

Threshold Odor Number 1.0 1.0 T.O.N.

Duplicate (W6C1403-DUP1)  Analyzed: 03/22/16 18:55Source: 6C22089-01

Threshold Odor Number 1.0 1.0 1.0 20NRT.O.N.

 Batch W6C1429 - SM 2120B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6C1429-BS1)  Analyzed: 03/23/16 13:49

Color 10.0 3.0 10.0 95-105100Color 

Units

Duplicate (W6C1429-DUP1)  Analyzed: 03/23/16 13:49Source: 6C22069-03

Color ND 3.0 0.00 10NRColor 

Units

 Batch W6C1436 - EPA 353.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1436-BLK1)  Analyzed: 03/23/16 15:31

Nitrate as NO3 ND 0.50 mg/l

Nitrite as N ND 100 ug/l

NO2+NO3 as N ND 100 ug/l

Blank (W6C1436-BLK2)  Analyzed: 03/24/16 10:35

Nitrite as N ND 100 ug/l

LCS (W6C1436-BS1)  Analyzed: 03/23/16 15:33

Nitrate as NO3 4.46 0.50 4.43 90-110101mg/l

Nitrite as N 992 100 1000 90-11099ug/l

NO2+NO3 as N 1010 100 1000 90-110101ug/l

LCS (W6C1436-BS2)  Analyzed: 03/24/16 10:36

Nitrite as N 1000 100 1000 90-110100ug/l

Matrix Spike (W6C1436-MS1)  Analyzed: 03/23/16 15:38Source: 6C22066-02

Nitrate as NO3 18.3 0.50 8.86 9.62 90-11098mg/l

Nitrite as N 2010 200 2000 ND 90-110100ug/l

NO2+NO3 as N 4140 100 2000 2170 90-11098ug/l

Matrix Spike (W6C1436-MS2)  Analyzed: 03/23/16 15:45Source: 6C22066-04

Nitrate as NO3 26.3 0.50 8.86 17.8 90-11096mg/l

Nitrite as N 2010 200 2000 ND 90-110100ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods - Quality Control

 Batch W6C1436 - EPA 353.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Matrix Spike (W6C1436-MS2)  Analyzed: 03/23/16 15:45Source: 6C22066-04

NO2+NO3 as N 5940 100 2000 4020 90-11096ug/l

Matrix Spike Dup (W6C1436-MSD1)  Analyzed: 03/23/16 15:40Source: 6C22066-02

Nitrate as NO3 18.3 0.50 8.86 9.62 2090-11098 0.1mg/l

Nitrite as N 2010 200 2000 ND 2090-110100 0.1ug/l

NO2+NO3 as N 4130 100 2000 2170 2090-11098 0.1ug/l

Matrix Spike Dup (W6C1436-MSD2)  Analyzed: 03/23/16 15:47Source: 6C22066-04

Nitrate as NO3 26.2 0.50 8.86 17.8 2090-11095 0.6mg/l

Nitrite as N 2010 200 2000 ND 2090-110101 0.3ug/l

NO2+NO3 as N 5910 100 2000 4020 2090-11095 0.6ug/l

 Batch W6C1446 - EPA 180.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1446-BLK1)  Analyzed: 03/23/16 17:03

Turbidity ND 0.10 NTU

LCS (W6C1446-BS1)  Analyzed: 03/23/16 17:03

Turbidity 14.6 0.10 16.1 90-11091NTU

Duplicate (W6C1446-DUP1)  Analyzed: 03/23/16 17:03Source: 6C23048-10

Turbidity 0.0300 0.10 0.0300 10NRNTU

 Batch W6C1474 - SM 5540C

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1474-BLK1)  Analyzed: 03/23/16 20:06

MBAS ND 0.050 mg/l

LCS (W6C1474-BS1)  Analyzed: 03/23/16 20:06

MBAS 0.186 0.050 0.200 82-11593mg/l

Matrix Spike (W6C1474-MS1)  Analyzed: 03/23/16 20:06Source: 6C22089-02

MBAS 0.205 0.050 0.200 0.0276 74-12389mg/l

Matrix Spike Dup (W6C1474-MSD1)  Analyzed: 03/23/16 20:06Source: 6C22089-02

MBAS 0.207 0.050 0.200 0.0276 2074-12390 1mg/l

 Batch W6C1483 - SM 2320B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1483-BLK1)  Analyzed: 03/24/16 13:28

Alkalinity as CaCO3 3.15 2.0 mg/l

Bicarbonate Alkalinity as HCO3 3.85 2.0 mg/l

Carbonate Alkalinity as CaCO3 ND 2.0 mg/l

Hydroxide Alkalinity as CaCO3 ND 2.0 mg/l

LCS (W6C1483-BS1)  Analyzed: 03/24/16 13:28

Alkalinity as CaCO3 245 2.0 250 94-10898mg/l

Bicarbonate Alkalinity as HCO3 299 2.0 305 95-10898mg/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Conventional Chemistry/Physical Parameters by APHA/EPA/ASTM Methods - Quality Control

 Batch W6C1483 - SM 2320B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Duplicate (W6C1483-DUP1)  Analyzed: 03/24/16 13:28Source: 6C17070-01

Alkalinity as CaCO3 210 2.0 206 152mg/l

Bicarbonate Alkalinity as HCO3 256 2.0 251 152mg/l

Carbonate Alkalinity as CaCO3 ND 2.0 ND 15NRmg/l

Hydroxide Alkalinity as CaCO3 ND 2.0 ND 15NRmg/l

 Batch W6C1522 - SM 2510B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1522-BLK1)  Analyzed: 03/24/16 15:26

Specific Conductance (EC) ND 2.0 umhos/cm

LCS (W6C1522-BS1)  Analyzed: 03/24/16 15:26

Specific Conductance (EC) 193 2.0 200 95-10596umhos/cm

Duplicate (W6C1522-DUP1)  Analyzed: 03/24/16 15:26Source: 6C22093-01

Specific Conductance (EC) 518 2.0 520 50.4umhos/cm

 Batch W6C1564 - SM 2540C

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1564-BLK1)  Analyzed: 03/25/16 15:55

Total Dissolved Solids ND 10 mg/l

LCS (W6C1564-BS1)  Analyzed: 03/25/16 15:55

Total Dissolved Solids 831 10 824 96-102101mg/l

Duplicate (W6C1564-DUP1)  Analyzed: 03/25/16 15:55Source: 6C23071-01

Total Dissolved Solids 6660 10 6470 103mg/l

Duplicate (W6C1564-DUP2)  Analyzed: 03/25/16 15:55Source: 6C23071-04

Total Dissolved Solids 1360 10 1360 100.3mg/l

 Batch W6C1722 - EPA 335.4

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1722-BLK1)  Analyzed: 03/29/16 16:36

Cyanide, Total ND 5.0 ug/l

LCS (W6C1722-BS1)  Analyzed: 03/29/16 16:36

Cyanide, Total 63.0 5.0 63.0 90-110100ug/l

Matrix Spike (W6C1722-MS1)  Analyzed: 03/29/16 16:38Source: 6C22050-04

Cyanide, Total 63.0 5.0 63.0 ND 90-110100ug/l

Matrix Spike Dup (W6C1722-MSD1)  Analyzed: 03/29/16 16:39Source: 6C22050-04

Cyanide, Total 63.5 5.0 63.0 ND 2090-110101 0.8ug/l

Diquat and Paraquat by EPA 549.2 - Quality Control

 Batch W6C1457 - EPA 549.2
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Diquat and Paraquat by EPA 549.2 - Quality Control

 Batch W6C1457 - EPA 549.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1457-BLK1)  Analyzed: 03/25/16 16:22

Diquat ND 4.0 ug/l

LCS (W6C1457-BS1)  Analyzed: 03/25/16 16:30

Diquat 16.9 4.0 20.0 48-13084ug/l

Matrix Spike (W6C1457-MS1)  Analyzed: 03/25/16 16:40Source: 6C21054-01

Diquat 17.3 4.0 20.0 ND 46-12286ug/l

Matrix Spike Dup (W6C1457-MSD1)  Analyzed: 03/25/16 16:49Source: 6C21054-01

Diquat 16.2 4.0 20.0 ND 3046-12281 7ug/l

Endothall By EPA 548.1 - Quality Control

 Batch W6C1456 - EPA 548.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1456-BLK1)  Analyzed: 04/02/16 15:18

Endothall ND 9.0 ug/l

LCS (W6C1456-BS1)  Analyzed: 04/02/16 15:31

Endothall 80.7 9.0 100 31-11781ug/l

Matrix Spike (W6C1456-MS1)  Analyzed: 04/02/16 15:45Source: 6C22050-04

Endothall 31.5 18 200 ND 0.1-10916ug/l

Matrix Spike Dup (W6C1456-MSD1)  Analyzed: 04/02/16 15:59Source: 6C22050-04

Endothall 22.2 18 200 ND 300.1-10911 35 MS-05ug/l

Fumigants by EPA Method 504.1 - Quality Control

 Batch W6C1625 - EPA 504.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1625-BLK1)  Analyzed: 03/28/16 17:51

1,2-Dibromo-3-chloropropane ND 0.010 ug/l

1,2-Dibromoethane (EDB) ND 0.020 ug/l

LCS (W6C1625-BS1)  Analyzed: 03/28/16 18:14

1,2-Dibromo-3-chloropropane 0.0960 0.010 0.100 70-13096ug/l

1,2-Dibromoethane (EDB) 0.0930 0.020 0.100 70-13093ug/l

LCS (W6C1625-BS2)  Analyzed: 03/28/16 18:37

1,2-Dibromo-3-chloropropane 0.0220 0.010 0.0200 70-130110ug/l

1,2-Dibromoethane (EDB) 0.0210 0.020 0.0200 70-130105ug/l

Matrix Spike (W6C1625-MS1)  Analyzed: 03/28/16 19:01Source: 6C25046-06

1,2-Dibromo-3-chloropropane 0.0990 0.010 0.100 ND 65-13599ug/l

1,2-Dibromoethane (EDB) 0.0990 0.020 0.100 ND 65-13599ug/l

Matrix Spike Dup (W6C1625-MSD1)  Analyzed: 03/28/16 19:24Source: 6C25046-06
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Fumigants by EPA Method 504.1 - Quality Control

 Batch W6C1625 - EPA 504.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Matrix Spike Dup (W6C1625-MSD1)  Analyzed: 03/28/16 19:24Source: 6C25046-06

1,2-Dibromo-3-chloropropane 0.0970 0.010 0.100 ND 3065-13597 2ug/l

1,2-Dibromoethane (EDB) 0.0970 0.020 0.100 ND 3065-13597 2ug/l

Glyphosate by EPA 547 - Quality Control

 Batch W6C1706 - EPA 547

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1706-BLK1)  Analyzed: 03/29/16 16:35

Glyphosate ND 5.0 ug/l

LCS (W6C1706-BS1)  Analyzed: 03/29/16 16:48

Glyphosate 28.7 5.0 25.0 62-130115ug/l

Matrix Spike (W6C1706-MS1)  Analyzed: 03/29/16 17:58Source: 6C21054-01

Glyphosate 29.0 5.0 25.0 ND 41-149116ug/l

Matrix Spike Dup (W6C1706-MSD1)  Analyzed: 03/29/16 18:11Source: 6C21054-01

Glyphosate 31.3 5.0 25.0 ND 3041-149125 8ug/l

Hexavalent Chromium by IC - Quality Control

 Batch W6C1680 - EPA 218.6

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1680-BLK1)  Analyzed: 03/29/16 10:16

Chromium 6+ ND 0.020 ug/l

LCS (W6C1680-BS1)  Analyzed: 03/29/16 10:28

Chromium 6+ 4.82 0.020 5.00 90-11096ug/l

Matrix Spike (W6C1680-MS1)  Analyzed: 03/29/16 13:20Source: 6C21047-02

Chromium 6+ 5.36 0.020 5.00 0.374 88-112100ug/l

Matrix Spike (W6C1680-MS2)  Analyzed: 03/29/16 16:29Source: 6C23076-01

Chromium 6+ 6.54 0.020 5.00 1.66 88-11298ug/l

Matrix Spike Dup (W6C1680-MSD1)  Analyzed: 03/29/16 14:32Source: 6C21047-02

Chromium 6+ 5.26 0.020 5.00 0.374 1088-11298 2ug/l

Matrix Spike Dup (W6C1680-MSD2)  Analyzed: 03/29/16 16:41Source: 6C23076-01

Chromium 6+ 6.54 0.020 5.00 1.66 1088-11297 0.09ug/l

Metals by EPA 200 Series Methods - Quality Control

 Batch W6C1423 - EPA 200.8

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1423-BLK1)  Analyzed: 03/31/16 15:34
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Metals by EPA 200 Series Methods - Quality Control

 Batch W6C1423 - EPA 200.8

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Aluminum, Total ND 5.0 ug/l

Antimony, Total ND 0.50 ug/l

Arsenic, Total ND 0.40 ug/l

Barium, Total ND 0.50 ug/l

Beryllium, Total ND 0.10 ug/l

Cadmium, Total ND 0.10 ug/l

Chromium, Total ND 0.20 ug/l

Copper, Total ND 0.50 ug/l

Lead, Total ND 0.20 ug/l

Manganese, Total ND 0.20 ug/l

Nickel, Total ND 0.80 ug/l

Selenium, Total ND 0.40 ug/l

Silver, Total ND 0.20 ug/l

Thallium, Total ND 0.20 ug/l

Uranium, Total ND 0.20 ug/l

Vanadium, Total ND 0.50 ug/l

Zinc, Total ND 5.0 ug/l

LCS (W6C1423-BS1)  Analyzed: 03/31/16 15:36

Aluminum, Total 55.1 5.0 50.0 85-115110ug/l

Antimony, Total 49.7 0.50 50.0 85-11599ug/l

Arsenic, Total 48.2 0.40 50.0 85-11596ug/l

Barium, Total 50.0 0.50 50.0 85-115100ug/l

Beryllium, Total 49.7 0.10 50.0 85-11599ug/l

Cadmium, Total 48.3 0.10 50.0 85-11597ug/l

Chromium, Total 49.8 0.20 50.0 85-115100ug/l

Copper, Total 49.3 0.50 50.0 85-11599ug/l

Lead, Total 49.9 0.20 50.0 85-115100ug/l

Manganese, Total 50.2 0.20 50.0 85-115100ug/l

Nickel, Total 49.1 0.80 50.0 85-11598ug/l

Selenium, Total 49.4 0.40 50.0 85-11599ug/l

Silver, Total 47.6 0.20 50.0 85-11595ug/l

Thallium, Total 49.3 0.20 50.0 85-11599ug/l

Uranium, Total 48.6 0.20 50.0 85-11597ug/l

Vanadium, Total 48.6 0.50 50.0 85-11597ug/l

Zinc, Total 51.2 5.0 50.0 85-115102ug/l

Matrix Spike (W6C1423-MS1)  Analyzed: 03/31/16 15:37Source: 6C22050-04

Aluminum, Total 54.6 5.0 50.0 11.9 70-13085ug/l

Antimony, Total 51.0 0.50 50.0 0.220 70-130102ug/l

Arsenic, Total 49.3 0.40 50.0 1.40 70-13096ug/l

Barium, Total 102 0.50 50.0 53.0 70-13097ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Metals by EPA 200 Series Methods - Quality Control

 Batch W6C1423 - EPA 200.8

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Matrix Spike (W6C1423-MS1)  Analyzed: 03/30/16 17:20Source: 6C22050-04

Beryllium, Total 49.1 0.10 50.0 ND 70-13098ug/l

Cadmium, Total 46.4 0.10 50.0 ND 70-13093ug/l

Chromium, Total 48.7 0.20 50.0 0.966 70-13096ug/l

Copper, Total 48.2 0.50 50.0 1.94 70-13092ug/l

Lead, Total 47.1 0.20 50.0 0.113 70-13094ug/l

Manganese, Total 79.1 0.20 50.0 29.0 70-130100ug/l

Nickel, Total 50.2 0.80 50.0 3.20 70-13094ug/l

Selenium, Total 46.7 0.40 50.0 0.612 70-13092ug/l

Silver, Total 44.4 0.20 50.0 ND 70-13089ug/l

Thallium, Total 46.9 0.20 50.0 ND 70-13094ug/l

Uranium, Total 51.7 0.20 50.0 3.40 70-13097ug/l

Vanadium, Total 50.5 0.50 50.0 2.25 70-13096ug/l

Zinc, Total 49.9 5.0 50.0 3.69 70-13092ug/l

Matrix Spike Dup (W6C1423-MSD1)  Analyzed: 03/31/16 15:41Source: 6C22050-04

Aluminum, Total 56.3 5.0 50.0 11.9 3070-13089 3ug/l

Antimony, Total 51.1 0.50 50.0 0.220 3070-130102 0.2ug/l

Arsenic, Total 49.0 0.40 50.0 1.40 3070-13095 0.6ug/l

Barium, Total 102 0.50 50.0 53.0 3070-13097 0.2ug/l

Beryllium, Total 48.9 0.10 50.0 ND 3070-13098 0.4ug/l

Cadmium, Total 47.2 0.10 50.0 ND 3070-13094 2ug/l

Chromium, Total 47.5 0.20 50.0 0.966 3070-13093 2ug/l

Copper, Total 48.5 0.50 50.0 1.94 3070-13093 0.7ug/l

Lead, Total 47.6 0.20 50.0 0.113 3070-13095 0.9ug/l

Manganese, Total 78.8 0.20 50.0 29.0 3070-130100 0.4ug/l

Nickel, Total 50.5 0.80 50.0 3.20 3070-13095 0.6ug/l

Selenium, Total 47.2 0.40 50.0 0.612 3070-13093 0.9ug/l

Silver, Total 43.9 0.20 50.0 ND 3070-13088 1ug/l

Thallium, Total 47.4 0.20 50.0 ND 3070-13095 1ug/l

Uranium, Total 52.0 0.20 50.0 3.40 3070-13097 0.7ug/l

Vanadium, Total 49.8 0.50 50.0 2.25 3070-13095 1ug/l

Zinc, Total 50.3 5.0 50.0 3.69 3070-13093 0.8ug/l

 Batch W6C1439 - EPA 200.7

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1439-BLK1)  Analyzed: 03/24/16 11:50

Boron, Total ND 10 ug/l

Calcium, Total ND 0.100 mg/l

Iron, Total ND 10 ug/l

Magnesium, Total ND 0.100 mg/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Metals by EPA 200 Series Methods - Quality Control

 Batch W6C1439 - EPA 200.7

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1439-BLK1)  Analyzed: 03/24/16 11:50

Sodium, Total ND 0.50 mg/l

LCS (W6C1439-BS1)  Analyzed: 03/24/16 11:47

Boron, Total 200 10 200 85-115100ug/l

Calcium, Total 48.6 0.100 50.2 85-11597mg/l

Iron, Total 200 10 200 85-115100ug/l

Magnesium, Total 47.4 0.100 50.2 85-11594mg/l

Sodium, Total 48.8 0.50 50.2 85-11597mg/l

Matrix Spike (W6C1439-MS1)  Analyzed: 03/24/16 12:08Source: 6C22089-01

Boron, Total 890 10 200 687 70-130101ug/l

Calcium, Total 204 0.100 50.2 157 70-13093mg/l

Iron, Total 244 10 200 36.3 70-130103ug/l

Magnesium, Total 97.5 0.100 50.2 52.4 70-13090mg/l

Sodium, Total 146 0.50 50.2 96.1 70-13099mg/l

Matrix Spike (W6C1439-MS2)  Analyzed: 03/24/16 12:12Source: 6C22089-02

Boron, Total 901 10 200 701 70-130100ug/l

Calcium, Total 208 0.100 50.2 166 70-13085mg/l

Iron, Total 213 10 200 9.69 70-130101ug/l

Magnesium, Total 99.8 0.100 50.2 55.1 70-13089mg/l

Sodium, Total 145 0.50 50.2 101 70-13087mg/l

Matrix Spike Dup (W6C1439-MSD1)  Analyzed: 03/24/16 12:10Source: 6C22089-01

Boron, Total 913 10 200 687 3070-130113 3ug/l

Calcium, Total 202 0.100 50.2 157 3070-13090 0.8mg/l

Iron, Total 245 10 200 36.3 3070-130104 0.7ug/l

Magnesium, Total 98.2 0.100 50.2 52.4 3070-13091 0.8mg/l

Sodium, Total 147 0.50 50.2 96.1 3070-130101 0.7mg/l

Matrix Spike Dup (W6C1439-MSD2)  Analyzed: 03/24/16 12:13Source: 6C22089-02

Boron, Total 920 10 200 701 3070-130109 2ug/l

Calcium, Total 211 0.100 50.2 166 3070-13090 1mg/l

Iron, Total 216 10 200 9.69 3070-130103 1ug/l

Magnesium, Total 101 0.100 50.2 55.1 3070-13091 0.9mg/l

Sodium, Total 149 0.50 50.2 101 3070-13096 3mg/l

 Batch W6C1476 - EPA 245.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1476-BLK1)  Analyzed: 03/29/16 15:31

Mercury, Total ND 0.050 ug/l

LCS (W6C1476-BS1)  Analyzed: 03/29/16 15:31

Mercury, Total 0.889 0.050 1.00 85-11589ug/l

Matrix Spike (W6C1476-MS1)  Analyzed: 03/29/16 15:31Source: 6C21047-01
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Metals by EPA 200 Series Methods - Quality Control

 Batch W6C1476 - EPA 245.1

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Matrix Spike (W6C1476-MS1)  Analyzed: 03/29/16 15:31Source: 6C21047-01

Mercury, Total 0.796 0.050 1.00 0.0130 70-13078ug/l

Matrix Spike (W6C1476-MS2)  Analyzed: 03/29/16 15:31Source: 6C21047-02

Mercury, Total 0.864 0.050 1.00 0.00600 70-13086ug/l

Matrix Spike Dup (W6C1476-MSD1)  Analyzed: 03/29/16 15:31Source: 6C21047-01

Mercury, Total 0.841 0.050 1.00 0.0130 2070-13083 5ug/l

Matrix Spike Dup (W6C1476-MSD2)  Analyzed: 03/29/16 15:31Source: 6C21047-02

Mercury, Total 0.889 0.050 1.00 0.00600 2070-13088 3ug/l

 Batch W6C1524 - EPA 200.7

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1524-BLK1)  Analyzed: 03/25/16 13:30

Potassium, Total ND 0.10 mg/l

LCS (W6C1524-BS1)  Analyzed: 03/25/16 13:36

Potassium, Total 47.8 0.10 50.2 85-11595mg/l

Matrix Spike (W6C1524-MS1)  Analyzed: 03/25/16 14:36Source: 6C23071-02

Potassium, Total 48.8 0.10 50.2 0.504 70-13096mg/l

Matrix Spike (W6C1524-MS2)  Analyzed: 03/25/16 14:42Source: 6C23071-03

Potassium, Total 52.3 0.10 50.2 3.18 70-13098mg/l

Matrix Spike Dup (W6C1524-MSD1)  Analyzed: 03/25/16 14:39Source: 6C23071-02

Potassium, Total 48.2 0.10 50.2 0.504 3070-13095 1mg/l

Matrix Spike Dup (W6C1524-MSD2)  Analyzed: 03/25/16 14:45Source: 6C23071-03

Potassium, Total 52.2 0.10 50.2 3.18 3070-13098 0.2mg/l

Microbiological Parameters by Standard Methods - Quality Control

 Batch W6C1584 - SM 9215B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1584-BLK1)  Analyzed: 03/24/16 11:44

Heterotrophic Plate Count ND 1.0 CFU/ml

Blank (W6C1584-BLK2)  Analyzed: 03/24/16 12:12

Heterotrophic Plate Count ND 1.0 CFU/ml

Blank (W6C1584-BLK3)  Analyzed: 03/24/16 14:57

Heterotrophic Plate Count ND 1.0 CFU/ml

Blank (W6C1584-BLK4)  Analyzed: 03/24/16 16:09

Heterotrophic Plate Count ND 1.0 CFU/ml

Blank (W6C1584-BLK5)  Analyzed: 03/24/16 15:20

Heterotrophic Plate Count ND 1.0 CFU/ml

Blank (W6C1584-BLK6)  Analyzed: 03/24/16 18:29

Heterotrophic Plate Count ND 1.0 CFU/ml

Page 40 of 53

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

www.wecklabs.com

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety

http://www.wecklabs.com


City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Perchlorate by EPA 314.0 - Quality Control

 Batch W6C1452 - EPA 314.0

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1452-BLK1)  Analyzed: 03/23/16 16:22

Perchlorate ND 2.0 ug/l

LCS (W6C1452-BS1)  Analyzed: 03/23/16 16:40

Perchlorate 9.87 2.0 10.0 85-11599ug/l

Matrix Spike (W6C1452-MS1)  Analyzed: 03/23/16 17:18Source: 6C22019-01

Perchlorate 9.11 2.0 10.0 ND 80-12091ug/l

Matrix Spike Dup (W6C1452-MSD1)  Analyzed: 03/23/16 17:36Source: 6C22019-01

Perchlorate 10.1 2.0 10.0 ND 1580-120101 11ug/l

Radiological Parameters by APHA/EPA Methods - Quality Control

 Batch W6C1486 - EPA 900.0

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1486-BLK1)  Analyzed: 03/25/16 15:41

Gross Beta -0.33 pCi/L

MDA: 0.9Counting Error (+/-): 0.537
LCS (W6C1486-BS1)  Analyzed: 03/29/16 16:12

Gross Beta 12 15.4 77-13881pCi/L

MDA: 1.069Counting Error (+/-): 0.913
LCS Dup (W6C1486-BSD1)  Analyzed: 03/25/16 15:41

Gross Beta 13 15.4 3077-13883 2pCi/L

MDA: 1.069Counting Error (+/-): 0.913
 Batch W6C1487 - SM 7110C

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1487-BLK1)  Analyzed: 03/25/16 08:35

Gross Alpha -0.498 pCi/L

MDA: 0.01Counting Error (+/-): 0.093
LCS (W6C1487-BS1)  Analyzed: 03/25/16 08:35

Gross Alpha 5.23 4.79 55-149109pCi/L

MDA: 0.01Counting Error (+/-): 0.299
LCS Dup (W6C1487-BSD1)  Analyzed: 03/25/16 08:35

Gross Alpha 5.54 4.79 3055-149116 6pCi/L

MDA: 0.01Counting Error (+/-): 0.31
 Batch W6C1877 - EPA 200.8

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1877-BLK1)  Analyzed: 03/30/16 17:12

Uranium Rad ND 0.13 pCi/L

LCS (W6C1877-BS1)  Analyzed: 03/30/16 17:16

Uranium Rad 32.5 0.13 33.5 85-11597pCi/L

Matrix Spike (W6C1877-MS1)  Analyzed: 03/30/16 17:20Source: 6C22050-04
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Radiological Parameters by APHA/EPA Methods - Quality Control

 Batch W6C1877 - EPA 200.8

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Matrix Spike (W6C1877-MS1)  Analyzed: 03/30/16 17:20Source: 6C22050-04

Uranium Rad 34.6 0.13 33.5 2.28 70-13097pCi/L

Matrix Spike Dup (W6C1877-MSD1)  Analyzed: 03/30/16 17:24Source: 6C22050-04

Uranium Rad 34.9 0.13 33.5 2.28 3070-13097 0.7pCi/L

Semivolatile Organic Compounds by GC/MS - Quality Control

 Batch W6C1759 - EPA 525.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1759-BLK1)  Analyzed: 04/14/16 22:08

2,4-Dinitrotoluene ND 2.0 ug/l

4,4´-DDD ND 0.10 ug/l

4,4´-DDE ND 0.20 ug/l

4,4´-DDT ND 0.10 ug/l

Acenaphthene ND 0.50 ug/l

Acenaphthylene ND 0.50 ug/l

Acetochlor ND 0.10 ug/l

Alachlor ND 0.10 ug/l

Aldrin ND 0.10 ug/l

alpha-BHC ND 0.10 ug/l

alpha-Chlordane ND 0.10 ug/l

Anthracene ND 0.50 ug/l

Atrazine ND 0.10 ug/l

Benzo (a) anthracene ND 0.50 ug/l

Benzo (a) pyrene ND 0.10 ug/l

Benzo (b) fluoranthene ND 0.50 ug/l

Benzo (g,h,i) perylene ND 0.50 ug/l

Benzo (k) fluoranthene ND 0.50 ug/l

beta-BHC ND 0.20 ug/l

Bis(2-ethylhexyl)adipate ND 5.0 ug/l

Bis(2-ethylhexyl)phthalate ND 3.0 ug/l

Bromacil ND 0.50 ug/l

Butachlor ND 0.10 ug/l

Butyl benzyl phthalate ND 2.0 ug/l

Caffeine ND 0.10 ug/l

Captan ND 1.0 ug/l

Chlorpropham ND 0.10 ug/l

Chrysene ND 0.50 ug/l

Cyanazine ND 0.10 ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Semivolatile Organic Compounds by GC/MS - Quality Control

 Batch W6C1759 - EPA 525.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1759-BLK1)  Analyzed: 04/14/16 22:08

delta-BHC ND 0.10 ug/l

Diazinon ND 0.10 ug/l

Dibenzo (a,h) anthracene ND 0.50 ug/l

Dieldrin ND 0.20 ug/l

Diethyl phthalate ND 2.0 ug/l

Dimethoate ND 0.20 ug/l

Dimethyl phthalate ND 2.0 ug/l

Di-n-butyl phthalate ND 2.0 ug/l

Di-n-octyl phthalate ND 0.50 ug/l

Diphenamid ND 0.10 ug/l

Disulfoton ND 0.10 ug/l

Endosulfan I ND 1.0 ug/l

Endosulfan II ND 0.20 ug/l

Endosulfan sulfate ND 0.20 ug/l

Endrin ND 0.20 ug/l

Endrin aldehyde ND 0.20 ug/l

Endrin ketone ND 0.10 ug/l

EPTC ND 0.10 ug/l

Ethion ND 0.10 ug/l

Fluoranthene ND 0.50 ug/l

Fluorene ND 0.50 ug/l

gamma-BHC (Lindane) ND 0.10 ug/l

gamma-Chlordane ND 0.10 ug/l

Heptachlor ND 0.10 ug/l

Heptachlor epoxide ND 0.10 ug/l

Hexachlorobenzene ND 0.10 ug/l

Hexachlorocyclopentadiene ND 1.0 ug/l

Indeno (1,2,3-cd) pyrene ND 0.50 ug/l

Methoxychlor ND 0.20 ug/l

Metolachlor ND 0.10 ug/l

Metribuzin ND 0.10 ug/l

Molinate ND 0.10 ug/l

Naphthalene ND 0.50 ug/l

Pentachloronitrobenzene (PCNB) ND 0.10 ug/l

Pentachlorophenol ND 1.0 ug/l

Phenanthrene ND 0.50 ug/l

Prometon ND 0.10 ug/l

Prometryn ND 0.10 ug/l

Propachlor ND 0.20 ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Semivolatile Organic Compounds by GC/MS - Quality Control

 Batch W6C1759 - EPA 525.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1759-BLK1)  Analyzed: 04/14/16 22:08

Pyrene ND 0.50 ug/l

Simazine ND 0.10 ug/l

Terbacil ND 2.0 ug/l

Thiobencarb ND 0.10 ug/l

Trifluralin ND 0.10 ug/l

Trithion ND 0.10 ug/l

ug/l 5.00 73-138Surr: 1,3-Dimethyl-2-nitrobenzene 1045.22

ug/l 5.00 30-118Surr: Perylene-d12 512.53

ug/l 5.00 70-149Surr: Triphenyl phosphate 1115.54

LCS (W6C1759-BS1)  Analyzed: 04/14/16 20:21

Acenaphthene 5.24 0.50 5.00 81-113105ug/l

Acenaphthylene 4.03 0.50 5.00 63-12281ug/l

Acetochlor 4.87 0.10 5.00 55-12697ug/l

Alachlor 4.94 0.10 5.00 55-12499ug/l

Anthracene 3.41 0.50 5.00 41-11168ug/l

Atrazine 4.10 0.10 5.00 67-13182ug/l

Benzo (a) anthracene 4.90 0.50 5.00 24-13298ug/l

Benzo (a) pyrene 4.08 0.10 5.00 40-14782ug/l

Benzo (b) fluoranthene 5.12 0.50 5.00 51-143102ug/l

Benzo (g,h,i) perylene 5.17 0.50 5.00 24-191103ug/l

Benzo (k) fluoranthene 4.83 0.50 5.00 45-15197ug/l

Bis(2-ethylhexyl)adipate 5.73 5.0 5.00 71-158115ug/l

Bis(2-ethylhexyl)phthalate 5.88 3.0 5.00 68-154118ug/l

Bromacil 5.61 0.50 5.00 62-139112ug/l

Butachlor 5.42 0.10 5.00 61-127108ug/l

Butyl benzyl phthalate 6.04 2.0 5.00 65-147121ug/l

Caffeine 3.83 0.10 5.00 55-10277ug/l

Captan 4.08 1.0 5.00 14-15982ug/l

Chlorpropham 5.28 0.10 5.00 77-143106ug/l

Chrysene 4.99 0.50 5.00 72-124100ug/l

Cyanazine 4.47 0.10 5.00 61-12989ug/l

Diazinon 3.44 0.10 5.00 30-12069ug/l

Dibenzo (a,h) anthracene 5.38 0.50 5.00 33-188108ug/l

Diethyl phthalate 5.82 2.0 5.00 85-123116ug/l

Dimethoate 4.52 0.20 5.00 38-10290ug/l

Dimethyl phthalate 5.54 2.0 5.00 90-116111ug/l

Di-n-butyl phthalate 5.28 2.0 5.00 68-132106ug/l

Di-n-octyl phthalate 5.43 0.50 5.00 58-153109ug/l

Diphenamid 4.90 0.10 5.00 77-12498ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Semivolatile Organic Compounds by GC/MS - Quality Control

 Batch W6C1759 - EPA 525.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6C1759-BS1)  Analyzed: 04/14/16 22:35

Disulfoton 0.620 0.10 5.00 54-15612 Q-02ug/l

EPTC 4.32 0.10 5.00 82-11686ug/l

Ethion 4.11 0.10 5.00 52-13082ug/l

Fluoranthene 5.36 0.50 5.00 59-128107ug/l

Fluorene 5.41 0.50 5.00 82-120108ug/l

Indeno (1,2,3-cd) pyrene 5.24 0.50 5.00 35-181105ug/l

Metolachlor 4.89 0.10 5.00 61-12398ug/l

Metribuzin 4.71 0.10 5.00 50-12194ug/l

Molinate 4.58 0.10 5.00 82-11792ug/l

Naphthalene 5.08 0.50 5.00 75-116102ug/l

Pentachloronitrobenzene (PCNB) 3.06 0.10 5.00 71-11461 BS-04ug/l

Pentachlorophenol 5.00 1.0 5.00 39-176100ug/l

Phenanthrene 5.29 0.50 5.00 73-121106ug/l

Prometon 1.91 0.10 5.00 17-10138ug/l

Prometryn 3.42 0.10 5.00 57-12268ug/l

Pyrene 5.37 0.50 5.00 46-126107ug/l

Simazine 4.28 0.10 5.00 53-11686ug/l

Terbacil 5.39 2.0 5.00 70-135108ug/l

Thiobencarb 4.89 0.10 5.00 56-12598ug/l

Trithion 3.09 0.10 5.00 60-12462ug/l

ug/l 5.00 73-138Surr: 1,3-Dimethyl-2-nitrobenzene 1025.10

ug/l 5.00 30-118Surr: Perylene-d12 834.16

ug/l 5.00 70-149Surr: Triphenyl phosphate 1115.56

LCS Dup (W6C1759-BSD1)  Analyzed: 04/14/16 20:48

Acenaphthene 5.12 0.50 5.00 3081-113102 2ug/l

Acenaphthylene 4.17 0.50 5.00 3063-12283 3ug/l

Acetochlor 4.31 0.10 5.00 3055-12686 12ug/l

Alachlor 4.28 0.10 5.00 3055-12486 14ug/l

Anthracene 3.89 0.50 5.00 3041-11178 13ug/l

Atrazine 3.71 0.10 5.00 3067-13174 10ug/l

Benzo (a) anthracene 4.89 0.50 5.00 3024-13298 0.2ug/l

Benzo (a) pyrene 4.23 0.10 5.00 3040-14785 4ug/l

Benzo (b) fluoranthene 5.06 0.50 5.00 3051-143101 1ug/l

Benzo (g,h,i) perylene 4.29 0.50 5.00 3024-19186 19ug/l

Benzo (k) fluoranthene 4.91 0.50 5.00 3045-15198 2ug/l

Bis(2-ethylhexyl)adipate 5.69 5.0 5.00 3071-158114 0.7ug/l

Bis(2-ethylhexyl)phthalate 5.87 3.0 5.00 3068-154117 0.2ug/l

Bromacil 5.04 0.50 5.00 3062-139101 11ug/l

Butachlor 4.49 0.10 5.00 3061-12790 19ug/l

Page 45 of 53

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

www.wecklabs.com

The results in this report apply to the samples analyzed in accordance with the chain of custody document. This analytical report must be reproduced in its entirety

http://www.wecklabs.com


City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Semivolatile Organic Compounds by GC/MS - Quality Control

 Batch W6C1759 - EPA 525.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS Dup (W6C1759-BSD1)  Analyzed: 04/14/16 20:48

Butyl benzyl phthalate 5.82 2.0 5.00 3065-147116 4ug/l

Caffeine 3.51 0.10 5.00 3055-10270 9ug/l

Captan 5.10 1.0 5.00 3014-159102 22ug/l

Chlorpropham 4.96 0.10 5.00 3077-14399 6ug/l

Chrysene 4.95 0.50 5.00 3072-12499 0.8ug/l

Cyanazine 4.36 0.10 5.00 3061-12987 2ug/l

Diazinon 3.65 0.10 5.00 3030-12073 6ug/l

Dibenzo (a,h) anthracene 4.76 0.50 5.00 3033-18895 12ug/l

Diethyl phthalate 5.73 2.0 5.00 3085-123115 2ug/l

Dimethoate 3.90 0.20 5.00 3038-10278 15ug/l

Dimethyl phthalate 5.56 2.0 5.00 3090-116111 0.4ug/l

Di-n-butyl phthalate 5.13 2.0 5.00 3068-132103 3ug/l

Di-n-octyl phthalate 5.63 0.50 5.00 3058-153113 4ug/l

Diphenamid 4.55 0.10 5.00 3077-12491 7ug/l

Disulfoton 0.540 0.10 5.00 3054-15611 14 Q-02ug/l

EPTC 4.11 0.10 5.00 3082-11682 5ug/l

Ethion 3.88 0.10 5.00 3052-13078 6ug/l

Fluoranthene 5.22 0.50 5.00 3059-128104 3ug/l

Fluorene 5.34 0.50 5.00 3082-120107 1ug/l

Indeno (1,2,3-cd) pyrene 4.66 0.50 5.00 3035-18193 12ug/l

Metolachlor 4.24 0.10 5.00 3061-12385 14ug/l

Metribuzin 4.20 0.10 5.00 3050-12184 11ug/l

Molinate 4.15 0.10 5.00 3082-11783 10ug/l

Naphthalene 5.06 0.50 5.00 3075-116101 0.4ug/l

Pentachloronitrobenzene (PCNB) 3.63 0.10 5.00 3071-11473 17ug/l

Pentachlorophenol 3.97 1.0 5.00 3039-17679 23ug/l

Phenanthrene 5.18 0.50 5.00 3073-121104 2ug/l

Prometon 1.59 0.10 5.00 3017-10132 18ug/l

Prometryn 2.77 0.10 5.00 3057-12255 21 BS-04ug/l

Pyrene 5.16 0.50 5.00 3046-126103 4ug/l

Simazine 4.31 0.10 5.00 3053-11686 0.7ug/l

Terbacil 4.82 2.0 5.00 3070-13596 11ug/l

Thiobencarb 4.03 0.10 5.00 3056-12581 19ug/l

Trithion 2.62 0.10 5.00 3060-12452 16 BS-04ug/l

ug/l 5.00 73-138Surr: 1,3-Dimethyl-2-nitrobenzene 1015.07

ug/l 5.00 30-118Surr: Perylene-d12 844.19

ug/l 5.00 70-149Surr: Triphenyl phosphate 1175.87
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Semivolatile Organics - Low Level by Tandem GC/MS/MS - Quality Control

 Batch W6C1479 - EPA 1613B

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6C1479-BLK1)  Analyzed: 04/01/16 10:54

2,3,7,8-TCDD (Dioxin) ND 5.00 pg/l

LCS (W6C1479-BS1)  Analyzed: 04/01/16 11:11

2,3,7,8-TCDD (Dioxin) 3.71 5.00 5.00 50-14874pg/l

LCS Dup (W6C1479-BSD1)  Analyzed: 04/01/16 11:28

2,3,7,8-TCDD (Dioxin) 3.98 5.00 5.00 2050-14880 7pg/l

Volatile Organic Compounds by EPA Method 524.2 - Quality Control

 Batch W6D0061 - EPA 524.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6D0061-BLK1)  Analyzed: 04/03/16 12:24

1,1,1,2-Tetrachloroethane ND 0.50 ug/l

1,1,1-Trichloroethane ND 0.50 ug/l

1,1,2,2-Tetrachloroethane ND 0.50 ug/l

1,1,2-Trichloroethane ND 0.50 ug/l

1,1-Dichloroethane ND 0.50 ug/l

1,1-Dichloroethene ND 0.50 ug/l

1,1-Dichloropropene ND 0.50 ug/l

1,2,3-Trichlorobenzene ND 0.50 ug/l

1,2,3-Trichloropropane ND 0.50 ug/l

1,2,4-Trichlorobenzene ND 0.50 ug/l

1,2,4-Trimethylbenzene ND 0.50 ug/l

1,2-Dichloroethane ND 0.50 ug/l

1,2-Dichloropropane ND 0.50 ug/l

1,3,5-Trimethylbenzene ND 0.50 ug/l

1,3-Dichloropropane ND 0.50 ug/l

1,3-Dichloropropene, Total ND 0.50 ug/l

2,2-Dichloropropane ND 0.50 ug/l

2-Butanone ND 5.0 ug/l

2-Chloroethyl vinyl ether ND 1.0 ug/l

2-Chlorotoluene ND 0.50 ug/l

2-Hexanone ND 5.0 ug/l

4-Chlorotoluene ND 0.50 ug/l

4-Methyl-2-pentanone ND 5.0 ug/l

Benzene ND 0.50 ug/l

Bromobenzene ND 0.50 ug/l

Bromochloromethane ND 0.50 ug/l

Bromodichloromethane ND 0.50 ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Volatile Organic Compounds by EPA Method 524.2 - Quality Control

 Batch W6D0061 - EPA 524.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6D0061-BLK1)  Analyzed: 04/03/16 12:24

Bromoform ND 0.50 ug/l

Bromomethane ND 0.50 ug/l

Carbon tetrachloride ND 0.50 ug/l

Chlorobenzene ND 0.50 ug/l

Chloroethane ND 0.50 ug/l

Chloroform ND 0.50 ug/l

Chloromethane ND 0.50 ug/l

cis-1,2-Dichloroethene ND 0.50 ug/l

cis-1,3-Dichloropropene ND 0.50 ug/l

Dibromochloromethane ND 0.50 ug/l

Dibromomethane ND 0.50 ug/l

Dichlorodifluoromethane (Freon 12) ND 0.50 ug/l

Di-isopropyl ether ND 2.0 ug/l

Ethyl tert-butyl ether ND 2.0 ug/l

Ethylbenzene ND 0.50 ug/l

Freon 113 ND 5.0 ug/l

Hexachlorobutadiene ND 0.50 ug/l

Isopropylbenzene ND 0.50 ug/l

m,p-Xylene ND 0.50 ug/l

m-Dichlorobenzene ND 0.50 ug/l

Methyl tert-butyl ether (MTBE) ND 2.0 ug/l

Methylene chloride ND 0.50 ug/l

Naphthalene ND 0.50 ug/l

n-Butylbenzene ND 0.50 ug/l

n-Propylbenzene ND 0.50 ug/l

o-Dichlorobenzene ND 0.50 ug/l

o-Xylene ND 0.50 ug/l

p-Dichlorobenzene ND 0.50 ug/l

p-Isopropyltoluene ND 0.50 ug/l

sec-Butylbenzene ND 0.50 ug/l

Styrene ND 0.50 ug/l

Tert-amyl methyl ether ND 2.0 ug/l

tert-Butylbenzene ND 0.50 ug/l

Tetrachloroethene ND 0.50 ug/l

THMs, Total ND 2.0 ug/l

Toluene ND 0.50 ug/l

trans-1,2-Dichloroethene ND 0.50 ug/l

trans-1,3-Dichloropropene ND 0.50 ug/l

Trichloroethene ND 0.50 ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Volatile Organic Compounds by EPA Method 524.2 - Quality Control

 Batch W6D0061 - EPA 524.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

Blank (W6D0061-BLK1)  Analyzed: 04/03/16 12:24

Trichlorofluoromethane ND 0.50 ug/l

Vinyl chloride ND 0.50 ug/l

Xylenes, Total ND 1.0 ug/l

ug/l 10.0 70-130Surr: 1,2-Dichlorobenzene-d4 797.94

ug/l 10.0 70-130Surr: 4-Bromofluorobenzene 797.87

LCS (W6D0061-BS1)  Analyzed: 04/03/16 09:54

1,1,1,2-Tetrachloroethane 6.47 0.50 6.00 70-130108ug/l

1,1,1-Trichloroethane 6.48 0.50 6.00 70-130108ug/l

1,1,2,2-Tetrachloroethane 6.69 0.50 6.00 70-130112ug/l

1,1,2-Trichloroethane 6.30 0.50 6.00 70-130105ug/l

1,1-Dichloroethane 6.69 0.50 6.00 70-130112ug/l

1,1-Dichloroethene 5.34 0.50 6.00 70-13089ug/l

1,1-Dichloropropene 6.08 0.50 6.00 70-130101ug/l

1,2,3-Trichlorobenzene 5.49 0.50 6.00 70-13092ug/l

1,2,3-Trichloropropane 7.00 0.50 6.00 70-130117ug/l

1,2,4-Trichlorobenzene 6.21 0.50 6.00 70-130104ug/l

1,2,4-Trimethylbenzene 7.04 0.50 6.00 70-130117ug/l

1,2-Dichloroethane 6.15 0.50 6.00 70-130102ug/l

1,2-Dichloropropane 6.31 0.50 6.00 70-130105ug/l

1,3,5-Trimethylbenzene 6.88 0.50 6.00 70-130115ug/l

1,3-Dichloropropane 6.36 0.50 6.00 70-130106ug/l

2,2-Dichloropropane 8.02 0.50 6.00 70-130134 Q-MEug/l

2-Butanone 8.31 5.0 6.00 70-130138 Q-MEug/l

2-Chloroethyl vinyl ether 6.47 1.0 6.00 70-130108ug/l

2-Chlorotoluene 6.86 0.50 6.00 70-130114ug/l

2-Hexanone 6.45 5.0 6.00 70-130108ug/l

4-Chlorotoluene 6.76 0.50 6.00 70-130113ug/l

4-Methyl-2-pentanone 6.01 5.0 6.00 70-130100ug/l

Benzene 6.45 0.50 6.00 70-130108ug/l

Bromobenzene 6.30 0.50 6.00 70-130105ug/l

Bromochloromethane 6.73 0.50 6.00 70-130112ug/l

Bromodichloromethane 6.20 0.50 6.00 70-130103ug/l

Bromoform 6.45 0.50 6.00 70-130108ug/l

Bromomethane 7.35 0.50 6.00 70-130122ug/l

Carbon tetrachloride 6.37 0.50 6.00 70-130106ug/l

Chlorobenzene 6.73 0.50 6.00 70-130112ug/l

Chloroethane 5.29 0.50 6.00 70-13088ug/l

Chloroform 6.03 0.50 6.00 70-130100ug/l

Chloromethane 5.90 0.50 6.00 70-13098ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Volatile Organic Compounds by EPA Method 524.2 - Quality Control

 Batch W6D0061 - EPA 524.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS (W6D0061-BS1)  Analyzed: 04/03/16 09:54

cis-1,2-Dichloroethene 6.23 0.50 6.00 70-130104ug/l

cis-1,3-Dichloropropene 6.44 0.50 6.00 70-130107ug/l

Dibromochloromethane 6.43 0.50 6.00 70-130107ug/l

Dibromomethane 6.46 0.50 6.00 70-130108ug/l

Dichlorodifluoromethane (Freon 12) 5.83 0.50 6.00 70-13097ug/l

Di-isopropyl ether 6.68 2.0 6.00 70-130111ug/l

Ethyl tert-butyl ether 7.23 2.0 6.00 70-130120ug/l

Ethylbenzene 6.59 0.50 6.00 70-130110ug/l

Freon 113 6.01 5.0 6.00 70-130100ug/l

Hexachlorobutadiene 5.91 0.50 6.00 70-13098ug/l

Isopropylbenzene 6.53 0.50 6.00 70-130109ug/l

m,p-Xylene 7.72 0.50 6.00 70-130129ug/l

m-Dichlorobenzene 6.92 0.50 6.00 70-130115ug/l

Methyl tert-butyl ether (MTBE) 6.41 2.0 6.00 70-130107ug/l

Methylene chloride 6.43 0.50 6.00 70-130107ug/l

Naphthalene 6.44 0.50 6.00 70-130107ug/l

n-Butylbenzene 6.68 0.50 6.00 70-130111ug/l

n-Propylbenzene 6.23 0.50 6.00 70-130104ug/l

o-Dichlorobenzene 6.71 0.50 6.00 70-130112ug/l

o-Xylene 6.59 0.50 6.00 70-130110ug/l

p-Dichlorobenzene 6.72 0.50 6.00 70-130112ug/l

p-Isopropyltoluene 6.67 0.50 6.00 70-130111ug/l

sec-Butylbenzene 6.59 0.50 6.00 70-130110ug/l

Styrene 7.13 0.50 6.00 70-130119ug/l

Tert-amyl methyl ether 7.18 2.0 6.00 70-130120ug/l

tert-Butylbenzene 6.74 0.50 6.00 70-130112ug/l

Tetrachloroethene 6.16 0.50 6.00 70-130103ug/l

Toluene 6.28 0.50 6.00 70-130105ug/l

trans-1,2-Dichloroethene 6.25 0.50 6.00 70-130104ug/l

trans-1,3-Dichloropropene 6.60 0.50 6.00 70-130110ug/l

Trichloroethene 5.92 0.50 6.00 70-13099ug/l

Trichlorofluoromethane 6.01 0.50 6.00 70-130100ug/l

Vinyl chloride 5.59 0.50 6.00 70-13093ug/l

ug/l 10.0 70-130Surr: 1,2-Dichlorobenzene-d4 10810.8

ug/l 10.0 70-130Surr: 4-Bromofluorobenzene 10510.5

LCS Dup (W6D0061-BSD1)  Analyzed: 04/03/16 10:32

1,1,1,2-Tetrachloroethane 6.33 0.50 6.00 3070-130106 2ug/l

1,1,1-Trichloroethane 6.39 0.50 6.00 3070-130106 1ug/l

1,1,2,2-Tetrachloroethane 6.44 0.50 6.00 3070-130107 4ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Volatile Organic Compounds by EPA Method 524.2 - Quality Control

 Batch W6D0061 - EPA 524.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS Dup (W6D0061-BSD1)  Analyzed: 04/03/16 10:32

1,1,2-Trichloroethane 5.97 0.50 6.00 3070-130100 5ug/l

1,1-Dichloroethane 6.47 0.50 6.00 3070-130108 3ug/l

1,1-Dichloroethene 5.74 0.50 6.00 3070-13096 7ug/l

1,1-Dichloropropene 6.04 0.50 6.00 3070-130101 0.7ug/l

1,2,3-Trichlorobenzene 5.38 0.50 6.00 3070-13090 2ug/l

1,2,3-Trichloropropane 6.51 0.50 6.00 3070-130108 7ug/l

1,2,4-Trichlorobenzene 6.10 0.50 6.00 3070-130102 2ug/l

1,2,4-Trimethylbenzene 6.95 0.50 6.00 3070-130116 1ug/l

1,2-Dichloroethane 5.94 0.50 6.00 3070-13099 3ug/l

1,2-Dichloropropane 6.09 0.50 6.00 3070-130102 4ug/l

1,3,5-Trimethylbenzene 6.78 0.50 6.00 3070-130113 1ug/l

1,3-Dichloropropane 6.19 0.50 6.00 3070-130103 3ug/l

2,2-Dichloropropane 7.89 0.50 6.00 3070-130132 2 Q-MEug/l

2-Butanone 6.74 5.0 6.00 3070-130112 21ug/l

2-Chloroethyl vinyl ether 7.19 1.0 6.00 3070-130120 11ug/l

2-Chlorotoluene 6.73 0.50 6.00 3070-130112 2ug/l

2-Hexanone 6.15 5.0 6.00 3070-130102 5ug/l

4-Chlorotoluene 6.65 0.50 6.00 3070-130111 2ug/l

4-Methyl-2-pentanone 6.09 5.0 6.00 3070-130102 1ug/l

Benzene 6.28 0.50 6.00 3070-130105 3ug/l

Bromobenzene 6.23 0.50 6.00 3070-130104 1ug/l

Bromochloromethane 6.44 0.50 6.00 3070-130107 4ug/l

Bromodichloromethane 5.96 0.50 6.00 3070-13099 4ug/l

Bromoform 6.32 0.50 6.00 3070-130105 2ug/l

Bromomethane 7.32 0.50 6.00 3070-130122 0.4ug/l

Carbon tetrachloride 6.35 0.50 6.00 3070-130106 0.3ug/l

Chlorobenzene 6.66 0.50 6.00 3070-130111 1ug/l

Chloroethane 5.32 0.50 6.00 3070-13089 0.6ug/l

Chloroform 5.81 0.50 6.00 3070-13097 4ug/l

Chloromethane 5.86 0.50 6.00 3070-13098 0.7ug/l

cis-1,2-Dichloroethene 6.12 0.50 6.00 3070-130102 2ug/l

cis-1,3-Dichloropropene 6.30 0.50 6.00 3070-130105 2ug/l

Dibromochloromethane 6.06 0.50 6.00 3070-130101 6ug/l

Dibromomethane 6.23 0.50 6.00 3070-130104 4ug/l

Dichlorodifluoromethane (Freon 12) 5.79 0.50 6.00 3070-13096 0.7ug/l

Di-isopropyl ether 6.53 2.0 6.00 3070-130109 2ug/l

Ethyl tert-butyl ether 6.97 2.0 6.00 3070-130116 4ug/l

Ethylbenzene 6.59 0.50 6.00 3070-130110 NRug/l

Freon 113 5.88 5.0 6.00 3070-13098 2ug/l
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Volatile Organic Compounds by EPA Method 524.2 - Quality Control

 Batch W6D0061 - EPA 524.2

Result Units %REC RPD
RPD

Limit

Data

Qualifiers  Analyte
Spike 

Level

Source 

Result

% REC

LimitsMRL

LCS Dup (W6D0061-BSD1)  Analyzed: 04/03/16 10:32

Hexachlorobutadiene 6.08 0.50 6.00 3070-130101 3ug/l

Isopropylbenzene 6.59 0.50 6.00 3070-130110 0.9ug/l

m,p-Xylene 7.56 0.50 6.00 3070-130126 2ug/l

m-Dichlorobenzene 6.66 0.50 6.00 3070-130111 4ug/l

Methyl tert-butyl ether (MTBE) 6.29 2.0 6.00 3070-130105 2ug/l

Methylene chloride 6.09 0.50 6.00 3070-130102 5ug/l

Naphthalene 6.33 0.50 6.00 3070-130106 2ug/l

n-Butylbenzene 6.68 0.50 6.00 3070-130111 NRug/l

n-Propylbenzene 6.17 0.50 6.00 3070-130103 1ug/l

o-Dichlorobenzene 6.43 0.50 6.00 3070-130107 4ug/l

o-Xylene 6.58 0.50 6.00 3070-130110 0.2ug/l

p-Dichlorobenzene 6.55 0.50 6.00 3070-130109 3ug/l

p-Isopropyltoluene 6.69 0.50 6.00 3070-130112 0.3ug/l

sec-Butylbenzene 6.57 0.50 6.00 3070-130110 0.3ug/l

Styrene 6.95 0.50 6.00 3070-130116 3ug/l

Tert-amyl methyl ether 7.07 2.0 6.00 3070-130118 2ug/l

tert-Butylbenzene 6.78 0.50 6.00 3070-130113 0.6ug/l

Tetrachloroethene 6.12 0.50 6.00 3070-130102 0.7ug/l

Toluene 6.26 0.50 6.00 3070-130104 0.3ug/l

trans-1,2-Dichloroethene 6.17 0.50 6.00 3070-130103 1ug/l

trans-1,3-Dichloropropene 6.42 0.50 6.00 3070-130107 3ug/l

Trichloroethene 5.67 0.50 6.00 3070-13094 4ug/l

Trichlorofluoromethane 5.88 0.50 6.00 3070-13098 2ug/l

Vinyl chloride 5.70 0.50 6.00 3070-13095 2ug/l

ug/l 10.0 70-130Surr: 1,2-Dichlorobenzene-d4 10410.4

ug/l 10.0 70-130Surr: 4-Bromofluorobenzene 10310.3
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City of Oxnard Water Resources Div. - Water

Date Reported:251 South Hayes Avenue 04/18/16 14:13

Oxnard CA, 93030

Date Received: 03/22/16 18:15

Notes and Definitions 

S-GC Surrogate recovery outside of control limits due to a possible matrix effect . The data was accepted based on valid recovery of the 

remaining surrogate.

S-11 Surrogate recovery outside of control limits. The data was accepted based on valid recovery of the remaining surrogate.

S-04 The surrogate recovery for this sample is outside of established control limits due to possible sample matrix effect.

S_LAT Analysis subcontracted to LA Testing South Pasadena., non NELAP certified, but is ELAP certified (CA-ELAP Certificate 2283).

S_FGL Analysis subcontracted to FGL Laboratories, ELAP Certificate 1573

Q-ME Acceptable QC with marginal exceedance

Q-02 Low recovery of this analyte in the QC sample. The analysis of the low level standard produced acceptable recovery indicating that the 

sample result might be accurately reported as Not Detected.

O-09 This sample was received with the EPA recommended holding time expired.

MS-05 The spike recovery and/or RPD were outside acceptance limits for the MS and/or MSD due to possible matrix interference. The LCS 

and/or LCSD were within acceptance limits showing that the laboratory is in control and the data is acceptable.

BS-04 The recovery of this analyte in LCS or LCSD was outside control limit.  Sample was accepted based on the remaining LCS, LCSD or 

LCS-LL.

* The recommended holding time for this analysis is only 15 minutes. The sample was analyzed as soon as it was possible but it was 

received and analyzed past holding time.

Percent Recovery

Subcontracted analysis, original report available upon requestSub

% Rec

Relative Percent DifferenceRPD

Sample results reported on a dry weight basisdry

NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then not detected at or above the MDL.ND

MDL Method Detection Limit

MDA Minimum Detectable Activity

MRL Method Reporting Limit

Not ReportableNR

Dil Dilution

Any remaining sample(s) will be disposed of one month from the final report date unless other arrangements are made in advance.

An Absence of Total Coliform meets the drinking water standards as established by the California Department of Health Services.

The Reporting Limit (RL) is referenced as the Laboratory's Practical Quantitation Limit (PQL) or the Detection Limit for Reporting Purposes 

(DLR).

All samples collected by Weck Laboratories have been sampled in accordance to laboratory SOP Number MIS002.
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